NOTES O

1. REFER TO ENLARGED MECHANICAL ROOM PLAN ON SHEET M300 FOR CONTINUATION.

§ i ; ; i ; 3 3 i ; | ; 2. %" HS & HR TO VAV BOX. REFER TO SHEET M400 FOR COIL PIPING DETAIL.

E2W ENGINEERING

161 East Michigan Ave

3. %" HS & HR TO VAV BOX. REFER TO SHEET M400 FOR COIL PIPING DETAIL.

: 5 3 : 5 ! ! : j ! @ ! j j s ; 4. 4" HS & HR TO RADIANT CEILING PANEL. REFER TO SHEET M400 FOR CEILING PANEL PIPING Suite 200
DETAIL.
Kalamazoo, MI 49007
5. 1"HS & HR TO VAV BOX. REFER TO SHEET M400 FOR COIL PIPING DETAIL. PHONE: (269) 373-8000

; s ! ; ; ! ; ; ! j ! j ; : FAX: (269) 373-5641
6. 3" CWS & CWR UP. REFER TO SHEET M220 FOR CONTINUATION.

This drawing, as an instrument of service, is owned by

oo o o e o e et e e s e s e e . . e e e e e e s SR, N O O SO 7. 1"HS & HR TO CABINET HEATER. REFER TO SHEET M400 FOR UNIT HEATER PIPING DETAIL. E2W Engineering, LLC. Reproduction of this document
i i i i ; ; H i ; i i i ; i is prohibited without express authorization from the
i engineer.
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9. %" GAS DOWN TO DRYER.

THE COTTAGE at THORNAPPLE
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o | 10, 1%" GAS DOWN TO DRYER.
; ; % / \VAV-220 : 1 ;
¢ Y i 3 1. 2" GAS DOWN TO KITCHEN EQUIPMENT. PROVIDE AUTOMATIC SHUT OFF VALVE TIED INTO
i EXHAUST HOOD.
i
3 j j 3 - ! j 3 12 DROP 4" CWR AND CWS DOWN TO UNDERGROUND.
i
i ! 13, 4"CWRAND CWS TO CHILLER. REFER TO PIPING SCHEMATIC ON MA01, N
H o [ ° ° °
! 14, PROVIDE BYPASS. REFER TO PIPING SCHEMATIC ON MA401. -
i _ \T ° ° ° °
! 15, SIZE REFRIGERANT LINES PER MANUFACTURER'S RECOMMENDATIONS. s g e e .
m| — !
1 %! [ ‘/!i? ! 16.  RUN CONDENSATE TO NEAREST FLOOR DRAIN IN MEGHANICAL ROOM. s N c e o u
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