E2W ENGINEERING
AIR BALANCE SCHEDULE - AHU-1 AIR BALANCE SCHEDULE - AHU-2 161 East Michigan Ave
Suite 200
ROOM NAME VAV ROOM CEILING ROOM TOTAL CFMPER | CFMPER | OUTDOOR OUTDOOR SUPPLY SUPPLY | SUPPLY | RETURN |EXHAUST |TRANSFER ROOM NAME VAV ROOM CEILING ROOM TOTAL CFMPER | CFMPER | OUTDOOR OUTDOOR SUPPLY SUPPLY | SUPPLY | RETURN |EXHAUST |TRANSFER Kalamazoo, MI 49007
AND NUMBER NUMBER |  OCCUPANCY  |AREA(FTY| HEIGHT | VOLUME | PERSONS | PERSON | SQ.FT |AIRCHANGES| ARREQUIRED |AIRCHANGES| AR AR | AR | AR [AR AND NUMBER NUMBER |  OCCUPANCY  |AREA(FT)| HEIGHT | VOLUME | PERSONS | PERSON | SQ.FT |AIRCHANGES| ARREQUIRED |AIRCHANGES| AR AR | AR | AR [AR PHONE: (269) 373-8000
(FT) (FT%) O/A O/A PER HOUR PER HOUR [REQUIRED |PROVIDED (FT) (FT3) O/A O/A PER HOUR PER HOUR [REQUIRED |PROVIDED FAX: (269) 373-5641
700 - RESIDENT ROOM 101 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT 600 - RESIDENT ROOM 201 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT This crawing, 25 an nstrament of service, s owned by
700A - RESIDENT TOILET 101 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST 600A - RESIDENT TOILET 201 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST s prohioited without Sxprece sathorzation fom the
engineer.
701 - RESIDENT ROOM 102 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT 601 - RESIDENT ROOM 202 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT ©2011 E2W Engineering, LLC
701A - RESIDENT TOILET 102 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 601A - RESIDENT TOILET 202 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
702 - RESIDENT ROOM 103 RESIDENT ROOM 190 8 1520 1 2 51 2 51 200 125 75 CFM OUT 602 - RESIDENT ROOM 203 RESIDENT ROOM 190 8 1520 1 2 51 2 51 200 125 75 CFM OUT
702A - RESIDENT TOILET 103 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 602A - RESIDENT TOILET 203 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
703 - RESIDENT ROOM 104 RESIDENT ROOM 190 8 1520 1 2 51 2 51 200 125 75 CFM OUT 603 - RESIDENT ROOM 204 RESIDENT ROOM 190 8 1520 1 2 51 2 51 200 125 75 CFM OUT
703A - RESIDENT TOILET 104 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 603A - RESIDENT TOILET 204 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
704 - RESIDENT ROOM 105 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT 604 - RESIDENT ROOM 205 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT
704A - RESIDENT TOILET 105 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 604A - RESIDENT TOILET 205 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
705 - RESIDENT ROOM 106 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT 605 - RESIDENT ROOM 206 RESIDENT ROOM 205 8 1640 1 2 55 2 55 200 125 75 CFM OUT
705A - RESIDENT TOILET 106 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 605A - RESIDENT TOILET 206 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
706 - RESIDENT ROOM 107 RESIDENT ROOM 205 8 1640 1 2 55 2 55 350 275 75 CFM OUT 606 - RESIDENT ROOM 207 RESIDENT ROOM 205 8 1640 1 2 55 2 55 350 275 75 CFM OUT
706A - RESIDENT TOILET 107 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 606A - RESIDENT TOILET 207 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
707 - RESIDENT ROOM 108 RESIDENT ROOM 205 8 1640 1 2 55 2 55 350 275 75 CFM OUT 607 - RESIDENT ROOM 208 RESIDENT ROOM 205 8 1640 1 2 55 2 55 350 275 75 CFM OUT
707A - RESIDENT TOILET 108 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 607A - RESIDENT TOILET 208 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
708 - RESIDENT ROOM 109 RESIDENT ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT 608 - RESIDENT ROOM 200 RESIDENT ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT
708A - RESIDENT TOILET 109 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 608A - RESIDENT TOILET 200 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
709 - RESIDENT ROOM 10 RESIDENT ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT 609 - RESIDENT ROOM 210 RESIDENT ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT
709A - RESIDENT TOILET 10 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 609A - RESIDENT TOILET 210 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
710 - RESIDENT ROOM 11 RESIDENT ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT 610 - RESIDENT ROOM 211 RESIDENT ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT
710A - RESIDENT TOILET 11 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 610A - RESIDENT TOILET 211 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
711 - EXAM 112 EXAM ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT 611 - EXAM 212 EXAM ROOM 190 8 1520 1 2 51 2 51 350 275 75 CFM OUT
711A-TOILET 112 TOILET 50 8 400 10 67 75 |75 CFMIN, 100% EXHAUST 611A- TOILET 212 TOILET 50 8 400 10 67 75 |75CFMIN, 100% EXHAUST
715 - VESTIBULE 120 CORRIDOR 80 8 640 06 5 150 150 CFM OUT 615 - VESTIBULE 220 CORRIDOR 80 8 640 006 5 150 150 CFM OUT
716 - NURSE CHARTING 120 GENERAL OFFICE 150 8 1200 2 5 06 2 250 250 150 CFM OUT 616 - NURSE CHARTING 220 GENERAL OFFICE 150 8 1200 2 5 006 2 250 250 150 CFM OUT
717 - RESIDENT LAUNDRY 19 LAUNDRY % 8 720 2 24 10 120 150 200 |50CFMIN, 100% EXHAUST 617 - RESIDENT LAUNDRY 219 LAUNDRY % 8 720 2 24 10 120 150 200 |50CFMIN, 100% EXHAUST
718 - HALL "7 RESIDENT CORRIDOR 55 8 440 06 4 2 85 CFM IN, 85 CFM OUT 618 - HALL 217 RESIDENT CORRIDOR 55 8 440 006 4 2 85 CFM IN, 85 CFM OUT
719 - HOUSEKEEPING "7 HOUSEKEEPING 60 8 480 10 80 85  |85CFMIN, 100% EXHAUST 619 - HOUSEKEEPING 217 HOUSEKEEPING 60 8 480 10 80 85  |85CFMIN, 100% EXHAUST
720 - VISITOR RESTROOM "7 TOILET 65 8 520 10 §7 9 |90 CFMIN, 100% EXHAUST 620 - VISITOR RESTROOM 217 TOILET 65 8 520 10 §7 9 |90 CFMIN, 100% EXHAUST
721 - KITCHEN 14 FOOD PREP 330 8 2640 10 440 1150 1350|450 CFM SUPPLY MIN, 900 CFM HOOD 621 - KITCHEN 214 FOOD PREP 330 8 2640 10 440 1150 1350|450 CFM SUPPLY MIN, 900 CFM HOOD
722 - HALL 115 RESIDENT CORRIDOR 200 8 1600 06 12 2 54 200 200 CFM OUT 622 - HALL 215 RESIDENT CORRIDOR 200 8 1600 006 12 2 54 200 200 CFM OUT
723 - HALL 115 RESIDENT CORRIDOR 940 8 7520 06 57 2 251 400 965 565 CFM IN 623 - HALL 215 RESIDENT CORRIDOR 940 8 7520 006 57 2 251 400 965 565 CFM IN
724 - CLEAN LINEN "7 CLEAN LINEN 15 8 120 2 4 50 50 CFM OUT 624 - CLEAN LINEN 217 CLEAN LINEN 15 8 120 2 4 50 50 CFM OUT
725 - ACTIVITIES 115 STORAGE 15 8 120 625 - ACTIVITIES 215 STORAGE 15 8 120
726 - SUNROOM 113 ACTVITY 745 88" 6460 2 216 1600 1600 NO TRANSFER AR 626 - SUNROOM 213 ACTVITY 745 g-g" 6460 2 216 1600 1600 NO TRANSFER AR
727 - HALL 116 RESIDENT CORRIDOR 165 8 1320 06 10 2 44 100 100 CFM OUT 627 - HALL 216 RESIDENT CORRIDOR 165 8 1320 006 10 2 44 100 100 CFM OUT m
728 - DEN 118 ACTVITY 265 8 2120 2 7 2 71 500 500 NO TRANSFER AR 628 - DEN 218 ACTVITY 265 8 2120 2 7 2 7 500 500 NO TRANSFER AR J
729 - ACTIVITIES 115 STORAGE 15 8 120 629 - ACTIVITIES 215 STORAGE 15 8 120 m
730 - HALL 115 RESIDENT CORRIDOR 905 8 7240 06 55 2 242 400 760 360 CFM IN 630 - HALL 215 RESIDENT CORRIDOR 905 8 7240 006 55 2 242 400 810 #0CFMIN m
731 - CLEAN LINEN "7 CLEAN LINEN 15 8 120 2 40 50 50 CFM OUT 631 - CLEAN LINEN 17 CLEAN LINEN 15 8 120 2 40 50 50 CFM OUT
732- LIVING 116 ACTVITY 530 9.25 4905 2 164 500 500 CFM OUT 632 - LIVING 216 ACTVITY 530 9.5 4905 2 164 500 500 CFM OUT <
733 - DINING 115 DINING 490 9.25 4535 2 152 2 152 500 500 CFM OUT 633 - DINING 215 DINING 490 9.5 4535 2 152 2 152 500 500 CFM OUT z
734 SOILED UTILITY "7 SOILED UTILITY 60 8 480 10 80 100|100 CFMIN, 100% EXHAUST 634 - SOILED UTILITY 17 SOILED UTILITY 60 8 480 10 80 100|100 CFMIN, 100% EXHAUST m
800 - LAUNDRY - LAUNDRY PROCESSING 520 8 4160 10 695 1550 1750|200 CFM IN, 100% EXHAUST 806 - DRY STORAGE - DIETARY STORAGE AREA 185 8 1460 2 49 100 100 NO TRANSFER AR
801 - HALL - CORRIDOR 210 8 1680 06 14 13 200 200 CFM OUT 807 - IT ROOM - ELECTRICAL 15 8 920 0.2 14 - - SPLIT SYSTEM °
802 - BEAUTY - BEAUTY SHOP 115 8 920 2 31 12 184 150 250 |10 CFM IN, 100% EXHAUST 808 - NURSE - GENERAL OFFICE 55 8 440 1 5 006 9 - - 100 100 NO TRANSFER AR :
803 - ATTIC ACCESS - CORRIDOR 60 8 480 06 4 809 - STAFF RESTROOM - TOILET 60 8 480 10 80 100|100 CFMIN, 100% EXHAUST P
804 - SPA - TOILET 170 8 1360 10 150 250 |10 CFM IN, 100% EXHAUST 810 - STAFF HALL - CORRIDOR 120 8 960 006 9 100 100 CFM OUT
805 - HALL - CORRIDOR 240 8 1920 006 15 200 200 CFM OUT 811 - STAFF LOUNGE - BREAK ROOM 280 8 2940 2 5 006 27 400 400 NO TRANSFER AR b
TOTAL 10010 1 1059 11550 6475 4975 812 - STAFF ENTRY - CORRIDOR 65 8 520 006 4 - - 150 150 TRANSFER OUT “
100 CFM TRANSFER OUT OF ZONE 813 - HALL - CORRIDOR 405 8 3240 006 25 - - 200 200 CFM OUT m
814 - MECHANICAL - ELECTRICAL 405 8 3240 - 0.2 - 49 - - 350 350 NO TRANSFER AR
815 - ELECTRICAL - ELECTRICAL 130 8 1040 - 0.2 - 16 - - 200 200 NO TRANSFER AR w
816 - NURSE/ GNL STORAGE - STORAGE 165 8 1320 - 0.2 - 2 - - 100 100 NO TRANSFER AR <
817 - OXYGEN STORAGE - STORAGE 60 8 480 - 0.2 - 8 - - 10 [100CFMIN
818 - TRASH - STORAGE 25 8 200 - 0.2 - 3 - - 10 [100CFMIN I
TOTAL - 17 1230 11000 7775 3025 F N c o o o
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