E2W ENGINEERING

G EN E RAL NOTES 161 East Michigan Ave

Suite 200
Kalamazoo, MI 49007

A, ITIS UNDERSTOOD AND AGREED BY THE INSTALLER THAT WORK HEREIN DESCRIBED SHALL
BE COMPLETE IN EVERY DETAIL, EVEN THOUGH EVERY ITEM INVOLVED IS NOT

PARTICULARLY MENTIONED. INSTALLER SHALL BE HELD TO PROVIDE ALL LABOR AND PHONE: (269) 373-8000

MATERIALS NECESSARY FOR THE WORK INTENDED AND DESCRIBED FOR A COMPLETE AND FAX: (269) 373-5641

OPERATIONAL SYSTEM. SUCH MATERIALS SHALL INCLUDE, BUT ARE NOT LIMITED TO, iy f .
i ing, n instrument ice, i n

CONDUIT, FITTINGS, COVERPLATES, WIRING, BREAKERS, CONTROL DEVICES, LIGHTING This drawing, as an Insirument of service, s oured by

ACCESSORIES, ETC. THIS ALSO INCLUDES EQUIPMENT REQUIRED BY STATE AND LOCAL s pronibited without express authorization from the

CODES. engineer.

©2011 E2W Engineering, LLC

B. CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL EQUIPMENT AND MATERIALS WITH ALL
OTHER TRADES.
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02/21/12  ISSUED FOR BIDS
1. SEE MECHANICAL CONNECTION SCHEDULE FOR ELECTRICAL REQUIREMENTS FOR I O I I
MECHANICAL EQUIPMENT. R,
2. E.C.TOPROVIDE DUCT DETECTORS, M.C. TO INSTALL AND E.C. TO WIRE TO SHUT UNITS e 6 o o o o o o o o e o
DOWN ON ALARM. TIE DETECTORS AND TEST STATIONS INTO MAIN FIRE ALARM SYSTEM AS
SHOWN_ [ ] [ ] o o o o o o o o o o o
3. COORDINATE WITH M.C. AND FSE CONTRACTOR REGARDING THE OPERATION OF HOOD ot s e e e
EXHAUST FANS AND INTERLOCKING WITH KITCHEN HOODS AND VAV BOXES. e 6 o o o o o o o o e o
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