Panelboard Schedule EM1 Panelboard Schedule EM2 Panelboard Schedule EM3 Panelboard Schedule EM4
Project:  Thomapple Cottage Job Number: 2011-11-021 Panel: EM1 Location: ELEC. 815 Project:  Thomapple Cottage Job Number: 2011-11-021 Panel: EM2 Location: HALL 801 Project:  Thomapple Cottage Job Number: 2011-11-021 Panel: EM3 Location: HALL 801 Project:  Thomapple Cottage Job Number: 2011-11-021 Panel: EM3 Location: MECH 814
Voltage: 208Y/120V Mains: 100 MLO Mounting: SURFACE Fed From: EMDP Voltage: 208Y/120V Mains: 100 MLO Mounting: FLUSH Fed From: EMDP Voltage: 208Y/120V Mains: 100 MLO Mounting: FLUSH Fed From: EMDP Voltage: 208Y/120V Mains: 225 MLO Mounting: FLUSH Fed From: EMDP
Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location
RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MTR RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MTR RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MTR RECEPT | LTG | HEAT | MTR AMP P P AMP | RECEPT | LTG | HEAT | MTR
REFRIGERATOR 900 20 1 1 2 1 20 900 |FREEZER ICE / WATER DISP. 1,600 20 1 1 2 1 20 1,100 | JUICE DISP. ICE / WATER DISP. 1,600 20 1 1 2 1 20 1,100 | JUICE DISP. RECEPTS. MECH. 360 20 1 1 2 1 20 360 RECEPTS. MECH.
DRYER 1,200 20 1] 3 4 1 20 1,200 |DRYER COFFEE 1,800 20 11 3 41 1 20 1,100 HOT WELLS COFFEE 1,800 20 11 3 4 1 20 1,100 HOT WELLS BOILER SHUTDOWN 180 20 11 3 4 1 20 1,200 B-1
1,200 5 6| 1,200 3,533 5 6 1 20 400 |MIXER 3,533 5 6 1 20 400 |MIXER B-2 1,200 20 115 6 1 20 1,000 WH-1
WASHER 1,200 15 3| 7 8] 3 15 1,200 | WASHER WAREWASHER 3,533 40 3|7 8 1 20 800 |FOOD PROCESSOR WAREWASHER 3,533 40 3| 7 8 1 20 800 |FOOD PROCESSOR WH-2 1,100 20 1 7 8 1 20 100 | UH-1
1,200 9 10 1,200 3533 9 0] 1 20 500 HOOD LIGHTS 3,533 9 0] 1 20 500 HOOD LIGHTS 2,100 9 110 2,100
GENERATOR HTR 2,000 2 , LM 12 1 2 400 |CH4 FIRE SUPRESSION 1,800 20 1] M 2] 1 20 1,900 MICROWAVE FIRE SUPRESSION 1,800 20 111 2 1 20 1,900 MICROWAVE P-1 2,100 30 3| 1 12 3 30 2,100 |p-2
2,000 13 14| 1 2 800 |EF-1,EF-2 TOASTER 1,800 20 1] 13 %] 1 20 900 |REFRIGERATOR TOASTER 1,800 20 1] 13 %) 1 20 900 |REFRIGERATOR 2,100 13 14 2,100
EF-3, EF4 800 2 1] 15 16] 1 2 1,200 |EF-5, EF-6,EF-9 FREEZER 900 20 11 15 6] 1 20 400 |CH-2 FREEZER 900 20 11 15 6| 1 20 400 |CH-3 P-3 800 20 1|15 16 730
EF-7 1,200 20 117 18] 1 2 1,200 |EF-8 VAV 101-105 600 20 1| 17 18 1 20 600 | VAV 106-110 VAV 201-205 600 20 1] 17 18| 1 20 600 | VAV 206-210 730 17 18 3 20 730 |P4
UH-2, UH-3 200 20 1] 19 0, 2 1,500 ACA | ACCUA VAV 111-115 600 20 119 20| 1 20 800 | VAV 116-122 VAV 211-215 600 20 11 19 200 1 20 700 | VAV 216-221 P-5 730 20 3 19 20 730
SPARE 20 1] 2 2 1,500 - i SPARE 20 1] 2 2| 1 20 SPARE SPARE 20 11 2 2| 1 20 SPARE 730 21 2 1 20 700 |P6
SPARE 20 1| 2 2| 1 20 SPARE SPARE 20 1] 23 24| 1 20 SPARE SPARE 20 11 23 24| 1 20 SPARE p-7 700 20 1|23 24 3,833
SPARE 20 1.2 % 1 20 SPARE SPARE 2 12 % 1 20 SPARE SPARE 20 112 % 1 2 SPARE 3,833 25 E 50 3833 |ps
SPARE 20 1| 27 28] 1 20 SPARE SPARE 20 1| 27 8| 1 20 SPARE SPARE 20 1| 2 28| 1 20 SPARE P-9 3,833 50 3| 2 28 3,833
SPARE 20 112 0] 1 20 SPARE SPARE 20 1] 29 0] 1 20 SPARE SPARE 20 11 29 0| 1 20 SPARE 3,833 29 0 1 20 900 |P-10
0 0 4,000 | 7,900 0 0 0 9,300 1,800 0 14,200 | 3,700 0 500 3,000 | 5,000 1,800 0 14,200 | 3,700 0 500 3,000 | 5,000 P-11 700 20 1| 3 2 1 20 700 |P-12
Totals Totals Totals P-13 300 20 1 33 34 1 20 SPARE
RECEPT LTG HEAT MTR TOTAL RECEPT LTG HEAT MTR TOTAL RECEPT LTG HEAT MTR TOTAL SPARE 20 1] 3 6, 1 2 SPARE
0 0 4,000 17,200 21,200 1,800 500 6,600 8,700 17,600 1,800 500 6,600 8,700 17,600 SPARE 20 1| 3 38 1 20 SPARE
SPARE 20 1| 39 40| 1 20 SPARE
SPARE 20 1| 4 2 1 20 SPARE
360 0 2200 | 22,769 360 0 2200 | 21,689
Totals
RECEPT LTG HEAT MTR TOTAL
720 0 4,400 44,458 49,218
Panelboard Schedule LS1 Panelboard Schedule LS2 Panelboard Schedule LS3
Project: ~ Thomapple Cottage Job Number: 2011-11-021 Panel: LSt Location: ELEC. 815 Project:  Thomnapple Cottage Job Number: 2011-11-021 Panel: Ls2 Location: HALL 801 Project: ~ Thomapple Cottage Job Number: 2011-11-021 Panel: LS3 Location: HALL 801
Voltage: 208Y/120V Mains: 100 MLO Mounting: SURFACE Fed From: LSDP Voltage: 208Y/120V Mains: 100 MLO Mounting: FLUSH Fed From: LSDP Voltage: 208Y/120V Mains: 100 MLO Mounting: FLUSH Fed From: LSDP
Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location
RECEPT | LTG | HEAT | MR AMP P P AMP | RECEPT | LTG | HEAT | MIR RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MTR RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MTR
RECEPTS. |.T. 360 20 1 1 20 1 20 360 RECEPTS. |.T. N.C. REPEATERS 360 20 1 1 2 1 20 600 |POWER DOORS N.C. REPEATERS 360 20 1 1 2 1 20 600 | POWER DOORS
POWER DOORS 1,200 20 11 3 41 1 20 1,200 | POWER DOORS POWER DOORS 1,200 20 11 3 4 1 20 200 |KITCHEN SHUTTER POWER DOORS 1,200 20 11 3 4 1 20 200 | KITCHEN SHUTTER
POWER DOORS 1,200 20 115 6| 1 20 1,200 | POWER DOORS DOORPSS. 900 20 115 8 1 20 610 LTS. RESIDENT DOORP.S. 900 20 115 6 1 20 610 LTS. RESIDENT
GATE LOCK 200 20 107 8| 1 20 1,260 BOLLARDS LTS. RESIDENT 610 20 1] 17 8 1 20 610 LTS. RESIDENT LTS. RESIDENT 610 20 1 7 8 1 20 610 LTS. RESIDENT
LTS. EXTERIOR 840 20 119 10 | ) 2 1,050 LTS, SITE LTS. RESIDENT 610 20 11 9 0] 1 20 260 260 |LTS./FANSDINING LTS. RESIDENT 610 20 1] 9 0] 1 20 260 260 |LTS./FANSDINING
LTS, SITE 1,350 2 5, 1 12 1,050 : LTS. DAYROOM 1,175 20 111 12 1 20 610 LTS. RESIDENT LTS. DAYROOM 1,175 20 1] 11 12 1 2 610 LTS. RESIDENT
1,350 13 14| ) 2 750 LTS, SITE LTS. RESIDENT 610 20 1] 13 %) 20 610 LTS. RESIDENT LTS. RESIDENT 610 20 1| 13 14 1 20 610 LTS. RESIDENT
GEN. LTS/RECEPT. 180 200 20 1| 15 16 750 ' LTS. LAUNDRY 812 20 1| 15 6] 1 20 607 LTS. KITCHEN LTS. LAUNDRY 812 20 1| 15 16 1 20 607 LTS. KITCHEN
LTS. LAUNDRY 720 20 117 18] 1 20 960 LTS. SPA LTS. GATHERING 336 20 1| 17 18 1 20 800 LTS. GATHERING LTS. GATHERING 336 20 1| 17 18] 1 20 800 LTS. GATHERING
LTS. STORAGE 800 20 1119 20| 1 20 960 LTS. CORRIDOR LTS. GATHERING 800 20 11 19 20| 1 20 800 LTS. CORRIDOR LTS. GATHERING 800 20 11 19 20 1 20 800 LTS. CORRIDOR
LTS. MECH. 820 20 11 2 2| 1 20 1,088 LTS. ATTIC LTS. CORRIDOR 800 20 10 2 2| 1 20 320 LTS. SCONCES LTS. CORRIDOR 800 20 1| 2 2 1 20 320 LTS. SCONCES
EXTERIORLTG CTRL 100 20 11 23 24| 1 20 500 FIRE ALARM PNL. SPARE 20 11 23 26| 1 20 SPARE NIGHT LIGHTS 240 20 1| 23 24 1 20 SPARE
DOORP.S. 900 20 11 2 % 1 20 500 | SMOKE DAMPERS SPARE 20 1| 2% % 1 20 SPARE SPARE 20 1| 2 % 1 20 SPARE
SPARE 20 1] 27 8] 1 20 SPARE SPARE 20 1] 27 8] 1 20 SPARE SPARE 20 1| 27 28 1 20 SPARE
SPARE 20 1] 29 0] 1 20 SPARE SPARE 20 1] 2 0| 1 20 SPARE SPARE 20 112 0, 1 20 SPARE
1,440 6,180 0 2,600 860 7,868 0 2,900 1,260 5,753 0 1,200 0 5,227 0 1,200 1,260 5,993 0 1,200 0 5,227 0 1,200
Totals Totals Totals
RECEPT LTG HEAT MTR TOTAL RECEPT LTG HEAT MTR TOTAL RECEPT LTG HEAT MTR TOTAL
2,300 14,048 0 5,500 21,848 1,260 10,980 0 2,400 14,640 1,260 11,220 0 2,400 14,880
Panelboard Schedule CR1 Panelboard Schedule CR2 Panelboard Schedule CR3
Project:  Thomapple Cottage Job Number: 2011-11-021 Panel: CR1 Location: ELEC. 815 Project:  Thornapple Cottage Job Number: 2011-11-021 Panel: CR2 Location: HALL 801 Project:  Thomapple Cottage Job Number; 2011-11-021 Panel: CR3 Location: HALL 801
Voltage: 208Y/120V Mains: 225 MLO Mounting: SURFACE Fed From: CRDP Voltage: 208Y/120V Mains: 225 MLO Mounting: FLUSH Fed From: CRDP Voltage: 208Y/120V Mains: 225 MLO Mounting: FLUSH Fed From: CRDP
Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location Load/Location Voltamps Breaker Breaker Voltamps Load/Location
RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MIR RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MIR RECEPT | LTG | HEAT | MIR AMP P P AMP | RECEPT | LTG | HEAT | MTR
RECEPT. LAUNDRY 720 20 1 1 2 1 20 720 RECEPT. LAUNDRY RECEPT.RESIDENT | 1,620 20 1 1 2 1 20 1,620 RECEPT. RESIDENT RECEPT. RESIDENT | 1620 20 1 1 2 1 20 1,620 RECEPT. RESIDENT
WASHER 1,200 20 11 3 4 1 | 20GFCl 1,200 |SPA RECEPT. RESIDENT | 1,620 20 1 3 4 1 20 1,620 RECEPT. RESIDENT RECEPT.RESIDENT | 1,620 20 1] 3 4 1 20 1,620 RECEPT. RESIDENT
RECEPT. SPA 540 20 11 5 6 1 20 720 RECEPT. BEAUTY RECEPT.RESIDENT | 1,620 20 1 5 6 1 20 1,620 RECEPT. RESIDENT RECEPT.RESIDENT | 1620 20 115 6 1 20 1,620 RECEPT. RESIDENT
RECEPT. BEAUTY 180 20 1| 7 8 1 20 180 RECEPT. BEAUTY RECEPT.RESIDENT | 1,620 20 1 7 8 1 20 1,620 RECEPT. RESIDENT RECEPT.RESIDENT | 1,620 20 1 7 8 1 20 1,620 RECEPT. RESIDENT
RECEPT.S.UTILITY | 1,260 20 119 0] 1 20 720 RECEPT. STORAGE RECEPT.RESIDENT | 1,620 20 1 9 0 1 20 1,620 RECEPT. RESIDENT RECEPT.RESIDENT | 1,620 20 119 10 1 20 1,620 RECEPT. RESIDENT
RECEPT.I.T. 540 20 10 1 2] 1 20 360 RECEPT. I.T. RECEPT.RESIDENT | 1,620 20 10 1 2] 1 2 1,620 RECEPT. RESIDENT RECEPT.RESIDENT | 1,620 20 11 1 12 1 20 1,620 RECEPT. RESIDENT
RECEPT.I.T. 360 20 1] 13 % 1 20 1,080 RECEPT. NURSE RECEPT. BATH 540 20 1] 13 | 1 20 540 RECEPT. BATH RECEPT. BATH 540 20 11 13 14 1 20 540 RECEPT. BATH
RECEPT.CORRIDOR | 720 20 11 15 16| 1 20 600 |EWC RECEPT. BATH 540 20 1] 15 6] 1 20 540 RECEPT. BATH RECEPT. BATH 540 20 1| 15 16 1 20 540 RECEPT. BATH
RECEPT. LOUNGE 540 20 1| 17 18] 1 20 540 RECEPT. LOUNGE RECEPT. LAUNDRY 540 20 117 18] 1 20 540 RECEPT. HKEEPING RECEPT. LAUNDRY 540 2 1| 17 18 1 20 540 RECEPT. HKEEPING
RECEPT. LOUNGE 180 20 11 19 20| 1 20 1,200 | MICROWAVE RECEPT.CORRIDOR | 540 20 1 19 20| 1 20 1,080 RECEPT. DAYROOM RECEPT.CORRIDOR | 540 20 1] 19 20 1 20 1,080 RECEPT. DAYROOM
RECEPT. LOUNGE 180 20 11 2 2| 1 20 540 RECEPT. CORRIDOR RECEPT. DINING 1,080 20 1] 2 2 1 20 900 RECEPT. DINING RECEPT. DINING 1,080 20 1] 2 2 1 20 900 RECEPT. DINING
RECEPT. SIGN 180 20 11 23 2| 1 20 300 SIGN LIGHTS RECEPT.CORRIDOR | 900 20 1] 23 2| 1 20 540 RECEPT. NURSE RECEPT.CORRIDOR | 900 20 1| 23 2% 1 20 540 RECEPT. NURSE
RECEPT. ATTIC 540 20 1| 25 % 1 2 540 RECEPT. ATTIC RECEPT. NURSE 720 20 1] 2 % 1 20 720 RECEPT. NURSE RECEPT. NURSE 720 20 1| 25 % 1 20 720 RECEPT. NURSE
SPARE 20 1] 27 8| 1 20 SPARE RECEPT. GATHERING 720 20 1| 27 28| 1 20 1,200 RECEPT. FIREPLACE RECEPT. GATHERING 720 20 1| 27 28 1 20 1,200 RECEPT. FIREPLACE
SPARE 20 1] 29 0 1 20 SPARE RECEPT. TV 360 20 1] 29 0| 1 20 360 RECEPT. TV RECEPT. TV 360 20 1] 29 0 1 20 360 RECEPT.TV
SPARE 20 11 31 2| 1 20 SPARE RECEPT. KITCHEN 180 20 R 2 1 20 180 RECEPT. KITCHEN RECEPT. KITCHEN 180 20 1| 31 3 1 20 180 RECEPT. KITCHEN
SPARE 20 1] 33 Ml 1 20 SPARE RECEPT. KITCHEN 180 20 1] 33 Ml 1 20 180 RECEPT. KITCHEN RECEPT. KITCHEN 180 20 1] 33 M 1 20 180 RECEPT. KITCHEN
SPARE 20 1| 3 B 1 20 SPARE DRYER 1,200 20 1] 3 3% 1 20 1,200 | WASHER DRYER 1,200 20 1| 3% % 1 20 1,200 | WASHER
SPARE 20 1] 37 B/ 1 20 SPARE SPARE 20 1 3 38| 1 20 SPARE SPARE 20 1| 37 38 1 20 SPARE
SPARE 20 1| 39 40 1 20 SPARE SPARE 20 1| 39 40| 1 20 SPARE SPARE 20 1| 39 40 1 20 SPARE
SPARE 20 10 # 2| 1 20 SPARE SPARE 20 1 M 2 1 20 SPARE SPARE 2 1| 4 2 1 20 SPARE
5,940 0 0 1,200 5,400 300 0 3,000 15,480 0 0 1,200 15,780 0 0 1,200 15,480 0 0 1,200 15,780 0 0 1,200
Totals Totals Totals
RECEPT LTG HEAT MTR TOTAL RECEPT LTG HEAT MTR TOTAL RECEPT LTG HEAT MTR TOTAL
11,340 300 0 4,200 15,840 31,260 0 0 2,400 33,600 31,260 0 0 2,400 33,600
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