DIRECTORY

OWNER
Saline Area Schools
7265 Ann Arbor Rd.
Saline, MI 48176
P.989-967-2000

ARCHITECT & ENGINEER
Kingscoft

229 East Michigan Ave, Suite 335

Kalamazoo, Ml 49007
P.269-381-4880
F.269-381-9110

NORTH WEST DESIGN GROUP (KINGSCOTT)

Kingscoft

2940 Parkview Drive
Petoskey, M| 49770
P.231-348-1180
F.231-348-11850

CONSTRUCTION MANAGER
Clark Construction Company
29110 Inskster Rd. Suite 150
Southfield, M1 48304
P.248-286-1000

F XXX - XXX - XXXX

TECHNOLOGY CONSULTANT
Barton Malow Technology
26500 American Drive
Southfield, M| 48034
P.248-436-5000
F.248-436-5001

ENGINEERING CONSULTANT
Strategic Energy Solutions
4000 West Eleven Mile Rd.
Berkley, MI 48072
P.248-399-1900

F oo XX xxx

Saline High School

Saline High School
1300 Campus Pkwy.
Saline, MI 48176
P.734-401-4200

Saline Middle School
7190 N. Maple Rd.
Saline, M| 48176
P./34-42%-8000

Saline Liberty School
7265 N. Ann Arbor St.
Saline, M| 48176
P./34-401-4000

Harvest Elementary
1155 Campus Pkwy.
Saline, MI 48176
P./34-944-890]1

Heritage Elementary
290 E. Woodland Dr.
Saline, M148176
P./34-401-4100

Pleasant Ridge Elementary
229 Pleasant Ridge Dr.
Saline, M| 48176
P./34-401-4800

Woodland Meadows Elementary
350 Woodland Dr.

Saline, M1 48176
P./34944-8985
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SALINE AREA SCHOOLS
SALINE, MICHIGAN

[y
””“1 ll”l b

;
“”“llnmmnmuml"HII

”||IH|HI||”|I I”U[\IIIIIHI]“Il ||||||||u||u”“”I
Y J
mll”‘”" ‘ | |Ml”“

Y
|||||"”IIIHII\IIIIHIIIHI ’“”Ilu|||”|||ﬂ|||
0 ll|||Illllmlm||||||H||||||”’ ‘H:|||||lml|||““ |||||||||n||||”|l“" wllllll”mnmn||H|III|”||||I “|||||U|Ilmu||ml||||”|”||l

"‘y |”’ MWW"'H @ "Hy “Hy |”“

i | |\ ¥

‘ ‘ll"‘l|nmmuummmnl""” ||H||I|||mm|||\||| |||”Iln.. ”l""Ilnuummumnlll"““ ‘lI"“\I|ulm|m|m|nmll”'”|

|H|I|II|I1”|IIJ|||“”‘ ”“||||||\|I1I|I|IJI||\|”””
| I

|
—— ”“Ilm“““”“mmII”"”

1

|||||||||||||IIIIIJ||”’ ||||||\UHII\|||1|\||I|\|I|\|IH|I||” T “”||||lnllhllnuu|||I||1I““lh “Wulllllnllllhh
I
.\'||”ih||lﬂ|| . I |‘H“ ||I||||||||||””'
| | | ' o ’
l“”lh.. “"”“‘lllm|m||||ull“”””| D “““|H|IH|||||||\I|II||”””“| ||||I|II\|||\||I||||”
|||\||\III\I|||IJI||”"
YA “
1
R

I ]
| I
”HU”“ “'“HH
i

/

||||‘||II|I||H|”|
‘ )
N T ‘||ll“
| |
|||,“““““|,|||’

Tl COVER PAGE SALINE MIDDLE SCHOOL (CONT.) SALINE LIBERTY SCHOOL
T3 MOUNTING HEIGHTS MS-AlIB FLOOR PLAN - AREA B Y
MS-AlIC FLOOR PLAN - AREA C LS-c4.l  DETAIL SHEET
MS-AlID FLOOR PLAN - AREA D ¢ &
SALINE HIGH SCHOOL MS-ALIE FLOOR PLAN - AREA E ll:g—éll-i 335505_'1% Pl—lﬁjl\lT R
_ MS-ALIF FLOOR PLAN - AREA F -D. -
ol Lone BN MS-AlIH FLOOR PLAN - AREA H L5-DIB DEMO PLAN - UNIT B
' MS-AlIL FLOOR PLAN - AREA L LS5-D.IC DEMO PLAN - UNIT C
HS-C3.0 SITE PLAN MS-AlLIGYM FLOOR PLAN - GYMNASIUM LS-D.ID DEMO PLAN - UNIT D
Ho-C3. SITE PLAN - CONNECTOR SIDEWALK Mo Al REFLECTED CEILING PLAN - AREA C e ALIA FLOOR PLAN - UNIT A
Ho-C40 DETAIL SHEET MS-A2I6TM REFLECTED CEIL. PLAN - GYMNASIUM 270 "o L7 220 o %\ - UNIT B
_ MS-A4.l WALL SECTIONS AND DETAILS LS-AlLIG FLOOR PLAN - UNIT C
s Eo, poay D SEPIMENTATION MS-A42 WALL SECTIONS AND DETAILS LS-ALID FLOOR PLAN - UNIT D
HS-All  FIRST FLOOR PLAN - AREA E
Ho-A2. FIRST FLOOR REFL. CEILING PLAN -AREA E mg‘ﬁ:::g ggg:gmgﬂg gtﬁs - Bsg ,C:; LS-Al6 COMPOSITE ROOF PLAN
Ho-4.1  WALL SECTIONS AND DETAILS e A M S A NG DETAILS LS-AlT ROOF DETAILS
MS-AlLIBF AUDITORIUM SEATING DETAILS
HS-EOC.O ELECTRICAL GENERAL INFORMATION LS-AllIA EQUIPMENT PLAN AREA - A
Ho Eo | gléfcf;(é{gi /?_l_o g@?ﬂ 2{:15,:,%T AND MS-AlI4F AUDITORIUM SEATING DETAILS Lo ALIIB EQUIPMENT PLAN AREA - B
MS-A8.IA COLOR LAYOUT PLAN - UNIT A LS-ALIIC EQUIPMENT PLAN AREA - C
HS-M2.0 MECHANICAL DETAILS/SCHEDULES MS-AS.IC COLOR LATOUT PLAN - UNIT C
MS-AS.ID COLOR LAYOUT PLAN - UNIT D ¢ & LS-A2.IA REFLECTED CEIL PLAN AREA - A
MS-AS.IE COLOR LAYOUT PLAN - UNIT E _ _
HS-T4.0 TECH PLAN - COMPOSITE I1ST FLOOR LS-A2.1B REFLECTED CEIL PLAN AREA - B
HS-T4.0OA TECH UNITS ABCDE| - IST FLOOR mg‘ﬁg-:lﬁ cotog 'l:ﬁiOBT g'iﬁﬁ - BE:T I': L5-A2.1C REFLECTED CEIL PLAN AREA - C
HS-T4.0B TECH UNITS F& - IST FLOOR e i SO T ot BLAN — ONIT & L5-A2.ID REFLECTED CEIL PLAN AREA - D
:Z:E:A ggg E\lﬁg ;ggggﬁ%@'\lgggéﬁ Mo-AS 1K COLOR LATOUT PLAN - UNIT K LS-A2.2 PARTITION TYPES AND DETAILS
D T e ‘jfZE = ';tggg MS-Ad.l  SECTION, INTERIOR ELEV. & 3D IMAGES — LS-AS.[  EXTERIOR ELEVATIONS

HS-T4.2

TECH PLAN - COMPOSITE 3RD FLOOR

HS-T4.2A TECH UNITS ABCDE,| - 3RD FLOOR
HS-T4.2B TECH UNITS dK L - 3RD FLOOR

SALINE MIDDLE SCHOOL

MS-CI.O TOPO PLAN - EAST

MS-CI.|

TOPO PLAN - NEST

MS-Cl.2 TOPO PLAN THIBAULT LANE

MS-C2.0 DEMO PLAN - EAST

MS-C2.
MS-C2.2
MS-C2.3

MS-C3.0
MS-C3.1

MS-C3.2
MS-C3.3
MS-C3.4
MS-C3.5
MS-C3.6
MS-C3.T

DEMO PLAN - NORTHWNEST
DEMO PLAN - SOUTHWEST
DEMO PLAN - THIBAULT LANE

OVERALL SITE LAYOUT PLAN
SITE LAYOUT PLAN - EAST

SITE LAYOUT PLAN - NORTHWEST
SITE LAYOUT PLAN - SOUTHWEST

SITE GRADING AND UTILITY PLAN - EAST

SITE GRADING AND UTILITY PLAN - N
SITE GRADING AND UTILITY PLAN - S
SITE PLAN - THIBAULT LANE

MS-C4.0 DETAIL SHEET

MS-CA4.|

MS-C5.0 SOIL EROSION AND SEDIMENTATION CONTROL

MS-C5.1 SOIL EROSION AND SEDIMENTATION CONTROL

MS-AO.|

MS-DIL.IA
MS-DI.I1B
MS-DI.IC
MS-DI.ID
MS-DI.IE
MS-DI.IF
MS-DI.IH
MS-DI.IL

DETAIL SHEET

PLAN
PLAN - THIBAULT LANE

MS-MI.l  MECHANICAL PLAN - UNIT ‘A
MS-MI.2 MECHANICAL PLAN - UNIT B'
MS-MI.3 MECHANICAL PLAN - UNIT 'C'
MS-MI94  MECHANICAL PLAN - UNIT 'J'
MS-MI.IO MECHANICAL PLAN - UNIT 'K'

MS-M2.0 MECHANICAL/ELECTRICAL SCHEDULES

AND MECHANICAL DETAILS

MS-EO.O ELECTRICAL GENERAL INFORMATION

LS-A3.2 EXTERIOR ELEVATIONS

LS-A5.

LS-0.

BUILDING DETAILS

DOOR SCHEDULE ¢ DOOR TYPES

LS-6.2 WINDOW TYPES & DETAILS

LS-A&.1B
LS-A&.IC

LS-AS.IA COLOR PLAN - UNIT A

COLOR PLAN - UNIT B
COLOR PLAN - UNIT C

LS-A&.ID COLOR PLAN - UNIT D

MS-ESDI.O ELECTRICAL DEMOLITION SITE PLAN

MS-EDI |

ELECTRICAL DEMOLITION PLAN AREA C
MS-EDI|.2 ELECTRICAL DEMOLITION PLAN AREA F
MS-EDI3 ELECTRICAL DEMOLITION PLAN-GTYM

LS-MDI.IA MECHANICAL DEMO PLAN - UNIT A
LS-MDI.IB MECHANICAL DEMO PLAN - UNIT B
LoS-MDI.IC MECHANICAL DEMO PLAN - UNIT C

LS-MDIID MECHANICAL DEMO PLAN - UNIT D

MS-ESI.O  ELECTRICAL NEW WORK SITE PLAN

MS-EPI.O ELECTRICAL COMPOSITE PLAN
POWER NEW WORK PLAN-AREA C

MS-EPL.

LS-MI.IA
LS-MI.IB
LS-MI.IC
LS-ML.ID

MS-ELI.I LIGHTING NEW WORK PLAN-AREA C

MS-ELI.2 LIGHTING NEW WORK PLAN-AREA F
MS-ELI.3 LIGHTING NEW WORK PLAN-GYMNASIUM
ELEC. DETAILS AND ONE-LINE DIAGRAM
ELECTRICAL PANEL SCHEDULES

MS-E5.0
MS-E6.0

MS-T4.l TECHNOLOGY PLAN-COMPOSITE

MS-T4.IC TECHNOLOG&GY PLAN UNIT-C
SALINE LIBERTY SCHOOL

LS-M2.0

CODE COMPLIANCE ¢ COMPOSITE FLR PLAN

DEMOLITION FLOOR PLAN - AREA A
DEMOLITION FLOOR PLAN - AREA B
DEMOLITION FLOOR PLAN - AREA C
DEMOLITION FLOOR PLAN - AREA D & &
DEMOLITION FLOOR PLAN - AREA E
DEMOLITION FLOOR PLAN - AREA
DEMOLITION FLOOR PLAN - AREA H
DEMOLITION FLOOR PLAN - AREA L

LS-Cl.O TOPO PLAN

LS-C2.0 DEMO PLAN - WEST

LS-Cc2.l DEMO PLAN -SOUTH

LS-C2.2 DEMO PLAN - EAST

LS-C3.0 OVERALL SITE PLAN

LS-C3.l SITE LAYOUT PLAN - WEST

LS-C3.2 SITE LAYOUT PLAN - SOUTH

LS-C33 SITE LAYOUT PLAN - EAST

LS-C3.4 SITE GRADING AND UTILITY
PLAN - WEST

LS-C35  SITE GRADING AND UTILITY
PLAN - SOUTH

LS-C3.6  SITE GRADING AND UTILITY

LS-C3.7

PLAN - EAST
SITE PLAN - NORTH

MECHANICAL PLAN - UNIT A
MECHANICAL PLAN - UNIT B
MECHANICAL PLAN - UNIT C
MECHANICAL PLAN - UNIT D

ENLARGED MECHANICAL PLAN

LS-PO.IA PLUMBING FOUNDATION PLAN - UNIT A
LS-PO.1B PLUMBING FOUNDATION PLAN - UNIT B
LS-PO.IC PLUMBING FOUNDATION PLAN - UNIT C
LS-PO.ID PLUMBING FOUNDATION PLAN - UNIT D

Lo-Pl.OA PLUMBING PLAN - UNIT A

LS-Pl.OB PLUMBING PLAN - UNIT B
LS-Pl.OC PLUMBING PLAN - UNIT C
LS-P1.OD PLUMBING PLAN - UNIT D

LS-EO.O ELECTRICAL GENERAL INFORMATION

LS-ESDI.O ELECTRICAL DEMO SITE PLAN

LS-EDI.I

FIRST FLR ELEC DEMO PLAN - AREA A
LS-EDI.2 FIRST FLR ELEC DEMO PLAN - AREA B
LS-EDI3 FIRST FLR ELEC DEMO PLAN - AREA C
LS-EDI4 FIRST FLR ELEC DEMO PLAN - AREA D

SALINE LIBERTY SCHOOL (CONT.)
LS-ESI.O ELECTRICAL NEW WORK SITE PLAN

LS-EPI.I FIRST FLOOR PONWER PLAN - AREA A
LS-EPI.2 FIRST FLOOR POWER PLAN - AREA B
LS-EPI.3 FIRST FLOOR POWER PLAN - AREA C
LS-EPI.4 FIRST FLOOR PONWER PLAN - AREA D

LS-ELIlI  FIRST FLR LIGHTING PLAN - AREA A
LS-ELIL.2 FIRST FLR LIGHTING PLAN - AREA B
LS-ELI3 FIRST FLR LIGHTING PLAN - AREA C
LS-ELI4 FIRST FLR LIGHTING PLAN - AREA D

LS-E5.0 ELECTRICAL DETAILS

LS-T4.l TECHNOLOGY PLAN COMPOSITE
LS-T4.IA TECHNOLOGY PLAN - AREA A & D

HARVEST ELEMENTARY SCHOOL

HA-T4.l TECHNOLOGY COMP. PLAN FIRST FLR.
HA-T4.2 TECHNOLOGY COMP. PLAN SECOND FLR.

HERITAGE ELEMENTARY

HE-AO.I COMPOSITE FIRST FLOOR PLAN
HE-Al.l  ENLARGED FLOOR PLAN

HE-MI.O MECHANICAL ROOF PLAN
HE-MI.I MECHANICAL PLAN - UNIT 10O
HE-MI.2 MECHANICAL PLAN - UNIT 200
HE-MI.3 MECHANICAL PLAN - UNIT 300

HE-EO.O ELECTRICAL GENERAL INFORMATION
HE-EO.2 ELECTRICAL COMP. ROOF PLAN

HE-T4.l TECHNOLOGY PLAN COMPOSITE

PLEASANT RIDGE
PR-T4.] TECHNOLOGY COMPOSITE PLAN

WOODLAND MEADOWS
WM-AO.|  COMPOSITE FIRST FLOOR FLAN

WM-DI.I  DEMO PLAN - UNIT 400
WM-DI.2  DEMO PLAN - UNIT 500
WM-DI3 DEMO PLAN - UNIT 600

WM-AlLl FLOOR PLAN - UNIT 400
WM-AlL2  FLOOR PLAN - UNIT 500
WM-AIS  FLOOR PLAN - UNIT 600

WM-A2.  COLOR FPLAN - INIT 400
WM-AS2 COLOR PLAN - INIT 500
WM-AS3 COLOR FPLAN - INIT 600

WM-ML.O  MECHANICAL ROOF PLAN
WM-M2.0 MECHANICAL PLAN - UNIT 600

WM-M2.l MECHANICAL PLAN - UNIT 500
W22  MECHANICAL PLAN - UNIT 400

WM-3.0

MECHANICAL/ELECTRICAL SCHEDULES

WM-EO.O ElLECTRICAL GENERAL INFORMATION
WM-EO.2 ELECTRICAL COMP ROOF PLAN

WM-T4.|

TECHNOLOGY COMPOSITE PLAN

Kingscott

KALAMAZOO | GRAND RAPIDS | CHELSEA

259 East Michigan Ave., Suite 308
Kalamazoo, Ml 49007-6403
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ABBREVIATIONS

ACP ACOUSTICAL CEILING PANEL
ACST ACOUSTIC
ADD ADDITION

ADJ ADJACENT
ADJT ADJUSTABLE
AFF ABOVE FINISH FLOOR
AGG AGGREGATE
AL OR ALUM  ALUMINUM
ALT ALTERNATE
APPD APPROVED
APPROX APPROXIMATE
AUTO AUTOMATIC
AVG AVERAGE

A ANGLE

B.O. BOTTOM OF
BF BARRIER FREE
BFG BELOW FINISHED GRADE
BJA BETWEEN JOISTS ABOVE
BLDG BUILDING

BOT BOTTOM

BSMT BASEMENT
CAP CAPACITY

CEM CEMENT

Cl CAST IRON
CIR CIRCULAR
CKD CHECKED

CL CENTER LINE
CLO CLOSET

CLOS CLOSED

CLR CLEAR

CLRM CLASSROOM
COM COMMON
COMB COMBINATION
COMP COMPOSITION
CONN CONNECTION
CONST CONSTRUCTION
CONT CONTNUOUS
CONTR CONTRACTOR
COR CORRUGATED
CORR CORRIDOR
CPTT CARPET TILE
CTR CENTER

CUsT CUSTODIAN
CU YD CUBIC YARDS
CyL CYLINDER
DBL DOUBLE

DEPT DEPARTMENT
DET DETAIL

DIA DIAMETER
DIAG DIAGONAL

DIM DIMENSION
DIR DIRECTORY
DN DOWN

SITE / CIVIL

ASPH
BIT
cCB
C..
CMP
FH
GR

H.PT.
HYD

INV
MH

ASPHALT

BITUMINOUS

CATCH BASIN

CURB INLET
CORRUGATED METAL PIPE
FIRE HYDRANT

GRADE

HIGH POINT
HYDRANT

INVERT
MAN HOLE

PP

ROW

TOC
TOPO

UG
UNEXC
UTIL

Y.D.

ARCHITECTURAL /INTERIOR

AB ANCHOR BOLT EJ
AC ATHLETIC CARPET EL
AD ACCESS DOOR ELEV
AF ATHLETIC FLOORING
AFFF AQUEOUS FILM FORMING FOAM FB
AL ACTIVE LEAF FDN
AP ACCESS PANEL OR FE
ACCORDIAN PARTITION FEC
APC ACOUSTICAL PANEL CEILING FH
ARCH ARCHITECTURAL OR ARCHITECT FHC
AWP ACOUSTICAL WALL PANEL FLLQSI-I
B BASE CABINET FTG
BD BOARD FURR
BL BORROWED LIGHT
BLK BLOCK GA
BLKG BLOCKING GB
BM BEAM GL
BN BULLNOSE GSU
BRG BEARING GYP
BRK BRICK
BS BACKSTOP HDR
BUR BUILT-UP ROOFING HDRL
HDW
CAB CABINET HDWD
CB CHALK BOARD HM
cJ CONTROL JOINT HPC
CLG CEILING
CMU CONCRETE MASONRY UNIT
CNTR COUNTER INSUL
coL COLUMN INT
CONC CONCRETE
CcpP CENTER POINT JAN
CPT CARPET (ARCH SHTS) Jc
CPTT CARPET TILE JT
Cs COUNTER SINK
CSMT CASEMENT KIT
CTF CERAMIC TILE FLOOR KP
cw CERAMIC TILE WALL KS
DA DOUBLE ACTING LC
DH DOUBLE HUNG LAB
DMPR DAMP PROOFING LCH
DR DOOR LKR
DsP DISPENSER
MECHANICAL
A COMPRESSED AR EA.
AC AIR CONDITIONING UNIT EAT.
ACCU AR COOLED CONDENSING UNIT EDR
A.D. AREA DRAIN
AH AR HANDLING UNIT EF
Al AREA INLET EG
APD AR PRESSURE DROP ER
AV ACID VENT ES
AW ACID WASTE ET
AWT AVERAGE WATER TEMPERATURE EW
EWC
B BOILER EW.T.
BT BATH TUB
BTU BRITISH THERMAL UNIT
BTUH BTU PER HOUR Fé
C CHILLER (MECH SHTS) FD
c CONDENSATE (PLUMBING SHTS) F.D.
CD CONDENSATE DRAIN FM
CFM CUBIC FEET PER MINUTE FP
CH CABINET HEATER F.P.M
CHR CHILLED WATER RETURN FR
CHS CHILLED WATER SUPPLY FS
CHU COOLING & HEATING UNIT G
co CLEANOUT
C02 CARBON DIOXIDE GPH
CcoMB COMBUSTION GPM
cpP CIRCULATING PUMP GT
CR CONDENSER WATER RETURN PIPE GVTR
Cs CONDENSER WATER SUPPLY PIPE H
CSH COLUMN SHOWER
CTP COOLING TOWER PUMP HB
cu CONDENSING UNIT HD
cv CONVECTOR H.I.D.
cw COLD WATER n;
DB DRY BULB
DEG DEGREE HS
DF DRINKING FOUNTAIN
D.H. DUCT HEATER HTG
ou DUCT LINING INSULATION HTR
DPR DAMPER HVAC
DRN DRAIN
HW
HWR
ELECTRICAL
A OR AMP AMPHERE LCP
AIC AMPHERES INTERRUPTING CAPACITY LT
ATS AUTOMATIC TRANSFER SWITCH LTG
AWG AMERICAN WIRE GAUGE MCA
c CONDUIT (FOR RACEWAY — MDP
ELEC. SHTS) MG
CKT CIRCUIT MH
CKT BRK CIRCUIT BREAKER MOCP
C.T. CABLE TRAY
CMSD COMBINATION MOTOR STARTER/ NL
DISCONNECT SWITCH NFDS
DC DIRECT CURRENT 0s
DISC DISCONNECT
DIST DISTRIBUTION PA
DP DISTRIBUTION PANEL EES
EC ELECTRICAL CONTRACTOR PNL
ELEC ELECTRIC OR ELECTRICAL PVC
EM/EMERG EMERGENCY
EP ELECTRICAL PANEL SEXP
FA FIRE ALARM
FDS FUSIBLE DISCONNECT SWITCH SPKR
FTC FOOT CANDLE (ELEC. SHTS) SSJB
FLUOR FLUORESCENT Sw
SWBD
G.F.l GROUND FAULT INTERRUPTOR
GND OR GRND GROUND TvsS
HP HORSE POWER UPs
HZ HERTZ
v
IC INTERCOM VFD
IES ILLUMINATING ENGINEERING
SOCIETY WG
INCAND INCANDSCENT WHM
INV INVERTER
XFMR
JB JUNCTION BOX
?
KO KNOCKOUT
KV KILOVOLTS
KVA KILOVOLT AMPERES
Kw KILOWATT

DITTO LAB LABORATORY
DOWNSPOUT LBS POUNDS
DRAWING LG LENGTH
LIN LINEAR
EAST LONG LONGITUDINAL
EACH LP LOW POINT
EMERGENCY
ENCLOSURE MAT OR MATL MATERIAL
ENTRANCE MAX MAXIMUM
EQUAL MCM THOUSAND CIRCULAR MILLS
EQUIPMENT MFR MANUFACTURER
ESTIMATE MIN MINIMUM
EACH WAY MISC MISCELLANEOUS
EXISTING MTD MOUNTED
EXPOSED MTL METAL
EXPANSION MT METAL TRANSITION
EXTERIOR
N NORTH
FAHRENHEIT NIC NOT IN CONTRACT
FROM FLOOR ABOVE NO NUMBER
FROM FLOOR BELOW NTS NOT TO SCALE
FIGURE
FINISH oC ON CENTER
FIXTURE oD OUTSIDE DIAMTER
FLOOR 0.D. OVERFLOW DRAIN
FLEXIBLE OFF OFFICE
FRAME O.H. OVERHEAD
FIRE PROOF OPNG OPENING
FULL SIZE OPP OPPOSITE
FEET
FURNITURE PERF PERFORATED
P POINT OF INTERSECTION
GALLON PL PLATE
GALVANIZED POL POLISH
GENERAL CONTRACTOR P.P.M. PARTS PER MILLION
GENERAL PR PAIR
GOVERNMENT PREFAB PREFABRICATED
PREFIN PREFINISHED
HAND PROJ PROJECT
HORIZONTAL PSF POUNDS/SQUARE FOOT
HIGH POINT
HOUR PB PLASTIC BENCH
HEIGHT PSI POUNDS/SQUARE INCH
PT POINT
INSIDE DIAMETER PVC POLYVINYL—CHLORIDE
INCH PWL PLASTIC WARDROBE LOCKER
INCLUDE
INFORMATION RAD OR R RADIUS
R.D. ROOF DRAIN
JANITOR REC RECESSED
JANITOR CLOSET RECT RECITIFIER
JUNCTION REF REFERNECE
REL RELOCATE
KITCHEN REM REMOVABLE
REQD REQUIRED
REV REVISIONS
RGH ROUGH
RM ROOM
STRUCTURAL
POWER POLE B.0.D. BOTTOM OF DECK
PAVEMENT BRDG BRIDGING
RIGHT OF WAY DL DEAD LOAD
DWLS DOWELS
TEST BORING
JST JOIST
TOP OF CURB
TOPOGRAPHY LD LOAD
LDG LOADING
UNDERGROUND LL LIVE LOAD
UNEXCAVATED LLH LONG LEG HORIZONTAL
uniuTy LLv LONG LEG VERITCAL
LNTL LINTEL
YARD DRAIN
REINF REINFORCEMENT OR
REINFORCED
EXPANSION JOINT LIN LINOLEUM FLOORING SHEET/
ELEVATION TILE
ELEVATOR LS LIBRARY SHELVING
LT LIBRARY TABLE
FACE BRICK
FOUNDATION MS MUSIC CASEWORK STORAGE
FIRE EXTINGUISHER MACH MACHINE
FIRE EXTINGUISHER CABINET MAL METAL ATLETIC FLOORING
FULL HEIGHT MAS MASONRY
FIRE HOSE CABINET MB MARKER BOARD
FLASHING MO MASONRY OPENING
FLOORING MS METAL SHELVING
FOOTING MT METAL TRANSITION
FURRING MWL METAL WARDROBE LOCKER
GAGE OR GAUGE oP OPERABLE PARTITION
GRAB BAR
GLASS P PAINT
GLAZED STRUCTURAL UNITS  PATT PATTERN
GYPSUM PLAS PLASTER
PLAT PLATFORM
HARDENER PLG PLASTER, GYPSUM
HANDRAIL PL OR PLAM PLASTIC LAMINATE
HARDWARE PLYWD PLYWOOD
HARDWOOD PPC PLASTER, PORTLAND CEMENT
HOLLOW METAL PSC PLASTER SKIMCOAT
HIGH PERFORMANCE COATING PSE PROJECTION SCREEN/
SYSTEM ELECTRICAL
PSM PROJECTION SCREEN/MANUAL
INSULATION PTN PARTITON
INTERIORS
1/4 RD QUARTER ROUND
JANITOR
JANITOR CLOSET RISER
JOINT RAF RESILIENT ATHLETIC FLOOR
RB RESILIENT BASE
KITCHEN RCVR RECEIVER
KICK PLATE REFG REFRIGERATOR
KNEE SPACE RESIL RESILIENT
RFG ROOFING
LIBRARY CIRCULATION DESK  RFS RUBBER FLOOR SHEET
LABORATORY RFT RUBBER FLOOR TILE
LIBRARY CHAIR RSTA RESILIENT STAIR TREAD
LOCKER ACCESSORY
RT RESILIENT TRANSITION
EXHAUST AR HWH HOT WATER HEATER
ENTERING AIR TEMPERATURE HX HEAT EXCHANGER
EQUIVALENT DIRECT
RADIATION IF INLINE FAN
EXHAUST FAN I.P. IRON PIPE
EXHAUST GRILLE
EXHAUST REGISTER LAV LAVATORY
EMERGENCY SHOWER L LOUVER
EXPANSION TANK LAT. LEAVING AIR TEMPERATURE
EYE WASH LPS LOW PRESSURE STEAM
ELECTRIC WATER COOLER LW.T. LEAVING WATER TEMPERATURE
ENTERING WATER
TEMPERATURE MB MOP BASIN
MBH BTU PER HOUR (THOUSAND)
FRESH AR MC MECHANICAL CONTRACTOR
FAN COIL MECH MECHANICAL
FLOOR DRAIN MOD MOTOR OPERATED DAMPER
FIRE DAMPER
FUME HOOD NS NIGHT STAT
FIRE PROTECTION
FEET PER MINUTE 0.A. OQUTSIDE AR
FINNED TUBE RADIATION 0.S.&Y. OUTSIDE SCREW & YOKE
FLOOR SINK
P PUMP
NATURAL GAS PCF POUNDS PER CUBIC FOOT
GALLONS PER HOUR PCR PUMPED CONDESATE RETURN
GALLONS PER MINUTE PD PUMP DISCHARGE
GREASE TRAP P.LV. POST INDICATING VALVE
GAS VENT THRU ROOF PLBG PLUMBING
POD PNEUMATIC OPERATED
HUMIDISTAT DAMPER
HOSE BIBB PRV PRESSURE REGULATING
HEAD VALVE
HIGH INTENSITY DISCHARGE
HIGH PRESSURE R.A. RETURN AIR
HEATING HOT WATER RC ROOF CONDUCTOR
RETURN PIPE REG REGISTER
HEATING HOT WATER RF RETURN FAN
SUPPLY PIPE RG RETURN GRILLE
HEATING RH ROOF HOOD
HEATER R.H. RELATIVE HUMIDTY
HEATING VENTILATION/ RL REFRIGERANT LIQUID
AIR CONDITIONING RP RADIANT PANEL
HOT WATER R.P.M REVOLUTIONS PER MINUTE

HOT WATER RECIRCULATING  RR

LIGHTING CONTROL PANEL
LIGHT
LIGHTING

MINIMUM CIRCUIT AMPACITY

MAIN DISTRIBUTION PANEL

MOTOR GENERATOR

METAL HALIDE

MAXIMUM OVER—-CURRENT PROTECTION

NIGHT LIGHT
NON-FUSIBLE DISCONNECT SWITCH

OCCUPANCY SENSOR
PUBLIC ADDRESS

PUSH BUTTON STATION
PHASE (MECH. ELEC SHTS)
PANEL

POLYVINYL CHLORIDE

RECEPTACLE
RUNNING LOAD AMPS

SPEAKER

SOUND SYSTEM JUNCTION BOX

SWITCH

SWITCHBOARD

TRANSIENT VOLTAGE SURGE SUPPRESSOR
UNINTERRUPTIBLE POWER SUPPLY

VOLT
VARIABLE FREQUENCY DRIVE

WIRE GUARD
WATTHOUR METER

TRANSFORMER
PHASE

RETURN REGISTER

NOTE.:

S
SAF
SCH
SECT
SECY
SEQ
SHT
SIM
SPEC
SPF
SQ
SST
STA
STD
STL
STOR
STR
STWY
SUsP
SYM

T.0.

TEL

TEMP

TFA

TFB

THK

TJA

TOIL OR T
TRANSV

TS

TOF
T0S

SC
SCT
SHTG

suB

SOUTH

SAFETY
SCHEDULE
SECTION
SECRETARY
SEQUENCE
SHEET

SIMILAR
SPECIFICATIONS
SOUNDPROOF
SQUARE
STAINLESS STEEL
STATION
STANDARD
STEEL

STORAGE
STRUCTURAL
STAIRWAY
SUSPENDED
SYMMETRICAL

TOP OF
TELEPHONE
TEMPERATURE

TO FLOOR ABOVE
TO FLOOR BELOW
THICK

THRU JOIST ABOVE
TOILET
TRANSVERSAL
TUBE STEEL
TELEVISION
TYPICAL

UNFINISHED
UNLESS NOTED OTHERWISE

VERTICAL
VESTIBULE
VERYIFY IN FIELD
VINYL

VOLUME

WEST

WITH

WOO0D

WITHOUT
WEATHER PROOF
WORKING POINT
WATER PROOF
WEIGHT

YARD
PHASE

TOP OF FOOTING
TOP OF JOIST
TOP OF STEEL
TUBE STEEL

SEALED CONCRETE
STRUCTURAL CLAY TILE
SHEATHING

SINGLE PLY MEMBRANE
STONE THRESHOLD
SUB FLOOR

SHEET VINYL FLOORING

TACKBOARD

TONGUE & GROOVE
TOILET/BATH ACCESSORY
TACKSTRIP

TOP OF MASONRY

TOP OF WALL

TOILET PARTITION
TERRAZZO

TERRAZZO TILE

VOLLEYBALL STANDARD
VINYL COMPOSITION TILE
VISUAL DISPLAY BOARD
VENTED RUBBER BASE
VINYL WALL COVERING

WALL CABINET

WOOD BASE

WOOD BASE CABINET
WINDOW

WIRE GLASS

WALL MAT

WALL PADS

WOOD PERFORMANCE FLOOR
WATER PROOFING
WOOD SPORTS FLOOR
WOOD TALL CABINETS
WOOD WALL CABINETS

REFRIGERANT SUCTION
ROOF TOP UNIT

SINK (MECH. SHTS)
SOUND ATTENUATOR
SUPPLY AR
SANITARY SEWER
SUPPLY AIR RETURN
SUPPLY DIFFUSER
SUB DRAIN
SHOWER HEAD
SOLID INTERCEPTOR
SHUT OFF VALVE
STATIC PRESSURE
SPACE HEATER
SERVICE SINK

SOIL STACK

STORM

SOFT WATER

STEAM TO WATER CONVECTOR

THERMOSTAT
TEMPERATURE CONTROL
CONTRACTOR

PLUMBING SYMBOLS

ACOUSTICAL LINED DUCT
FLEXIBLE CONNECTION
FLEXIBLE DUCT

SLOT DIFFUSER

EXHAUST DUCT THRU
ROOF TO FAN

DUCT THRU ROOF TO

GATE VALVE
GLOBE VALVE
BALL VALVE

@O © ©

THERMOSTAT—ASPIRATING
TYPE

THERMOSTAT W/GUARD
TEMPERATURE SENSOR

DOMESTIC COLD ——AW— ACID WASTE ' FLUSH VALVE FLOOR ——(QO—— TEE-COMING UP
WATER (CW) @ MOUNTED WC
——AV— ACID VENT ——&—— TEE-DROPPING DOWN
DOMESTIC HOT Q FLUSH VALVE WALL
WATER (HW)(110°F) ——ST—— STORM DRAIN ABOVE MOUNTED WC | 90" EL
FLOOR OR GRADE
————— DOMESTIC HOT 77777777 SHOWER HEAD (SH) { 90" EL LONGSWEEP
WATER RETURN ——ST—— STORM DRAIN BELOW
FLOOR OR GRADE SERVICE SINK OR — P. TRAP
——180—— 180'F DOMESTIC MOP BASIN (SS) co
HOT WATER ——V—— VENT ABOVE & O————— CLEANOUT—-UP TO FLOOR
BELOW GRADE ® FLOOR DRAIN (FD) OR (o{0)
——140—— 140°'F DOMESTIC FLOOR SINK (FS) ——— CLEANOUT—ABOVE GRADE
HOT WATER CONDENSATE DRAIN
© ROOF DRAIN (RD) (2 CONNECTION TO
——SW—— SOFT WATER NATURAL GAS EXISTING
; WATER HAMMER
—— A —— COMPRESSED AIR DIRECTION OF FLOW ARRESTER
OR PITCH
—— PD — PUMPED DISCHARGE 77771777_ WALL HYDRANT OR
LAVATORY (L) 7 HOSE BIBB
——SAN— SANITARY DRAIN ABOVE
FLOOR OR GRADE URINAL (UR) O—————— ELBOW RISING
——SAN—— SANITARY DRAIN BELOW FLUSH TANK WATER G———— ELBOW DROPPING
FLOOR OR GRADE CLOSET (WC)
L2012 DUCT SIZE: WIDTH/DEPTH FRESH AIR DUCT ———=——— PIPE GUIDE SENSOR
—D—
—D<—
——
PO

— )

LY

d D4

REFER TO DRAWING EO.O0 FOR ELEC. GENERAL

MANUAL SPLITTER
MANUAL VOLUME DAMPER
MANUAL VOLUME DAMPER

HORIZONTAL POSITION
FIRE DAMPER

VERTICAL POSITION
FIRE DAMPER

SMOKE DAMPER

VERTICAL POSITION
COMBINATION FIRE/SMOKE
DAMPER

HORIZONTAL POSITION
COMBINATION FIRE/SMOKE
DAMPER

AIR FLOW DIRECTION

SUPPLY DUCT,
DIFFUSER, OR REGISTER

RETURN OR EXHAUST
DUCT, GRILLE, OR
REGISTER

DUCT UP THRU ROOF
OR FLOOR

RELIEF OR INTAKE HOOD
OPERATED DAMPER

TAG FOR DIFFUSER,
REGISTER OR GRILLE

EQUIPMENT TAG

CONNECTION TO EXISTING

PRESSURE GAUGE
W /COCK

THERMOMETER
AUTOMATIC AIR VENT
MANUAL AIR VENT

PLUG COCK

CALIBRATED
BALANCE VALVE

UNION

CONCENTRIC REDUCER
ECCENTRIC REDUCER
PIPE ANCHOR

OCCUPANCY SENSOR
POWER PACK RELAY

VALVE IN RISER
BUTTERFLY VALVE
2—WAY CONTROL VALVE
3—WAY CONTROL VALVE
CHECK VALVE

PRESSURE REGULATING
VALVE

STRAINER
STEAM TRAP

TEMPERATURE & PRESSURE
RELIEF VALVE

BACKFLOW PREVENTER

INLINE PUMP
CAP

FLOW SWITCH
NIGHT STAT
HUMIDISTAT
THERMOSTAT

—CHS—
—CHR—
—_ S —
— CR —

—LPS—

W/ GUARD

LOW TEMPERATURE HOT
WATER SUPPLY

LOW TEMPERATURE HOT
WATER RETURN

CHILLED WATER SUPPLY
CHILLED WATER RETURN
CONDENSER WATER SUPPLY
CONDENSER WATER RETURN

REFRIGERATION SUCTION
LINE

REFRIGERATION LIQUID
LINE

LOW PRESSURE
STEAM

CONDENSATE

PUMPED CONDENSATE
RETURN

DIRECTION OF FLOW OR PITCH

MECHANICAL / PIPING
DEMOLITION

INFORMATION

TEMPERATURE CONTROL PANEL

THERMOSTAT

UNIT HEATER
URINAL
UNIT VENTILATOR

VENT

VALVE BOX
VITRIFIED CLAY PIPE
VOLUME DAMPER
VENTILATION

VENT STACK

VENT THRU ROOF

WASTE (MECH SHTS)

WET BULB

WATER CLOSET

WASHER CONNECTION BOX
WALL HYDRANT

WATER PRESSURE DROP

1. NOT ALL SYMBOLS ARE NECESSARILY
USED WITHIN THIS SET OF DOCUMENTS.

LIGHT LINE WEIGHTS INDICATE EXISTING

CONSTRUCTION WHILE DARK LINE WEIGHTS

INDICATE NEW CONSTRUCTION.

U.N.O.

THIS IS TYPICAL FOR ALL DISCIPLINES

AND DRAWINGS.

FIRE PROTECTION SYMBOLS

e —

oS

8
S

~
_O_

®

FIRE PROTECTION LINE

FIRE DEPARTMENT
SIAMESE CONNECTION

FLOW DETECTOR/SWITCH

VALVE W/TAMPER
SWITCH

ELECTRIC BELL (GONG)

SPRINKLER HEAD
GENERAL

SIDEWALL SPRINKLER
SPRINKLER RISER

UTILITY SYMBOLS

—SAN—

ARCHITECTURAL &

SITE DEMOLITION

SANITARY — BELOW GRADE
STORM — BELOW GRADE
NATURAL GAS

WATER

TELEPHONE

PRIMARY ELECTRIC POWER

SECONDARY ELECTRIC
POWER

VALVE BOX

STORM WATER/DRYWELL
MANHOLE

CATCH BASIN

FIRE HYDRANT

TRENCH DRAIN

DROP INLET

SIAMESE CONNECTION
THRUST BLOCK

11
<>ﬁ0

o—>

O X~

INTERIOR SYMBOLS

POLE MOUNTED
HID FIXTURE

WALL MOUNTED
LIGHT FIXTURE

LANDSCAPE LIGHTING
GUY ANCHOR
POWER POLE
TRANSFORMER

POLE MOUNTED
TRANSFORMER

= @[

IBX:

ROOM NUMBER
DOOR/BORROWED LITE

WINDOW/STOREFRONT/
INSULATED PANEL NUMBER

PARTITION TYPE (ON
REFLECTED CEILING PLANS)

ELEVATION
BUILDING SECTION

A

XXXX
v
XXXX

A4

JP—
o~

| — S—

WALL SECTION

INTERIOR ELEVATION
EXTERIOR ELEVATION
TELEVISION

X/ XXX

PLAN/SECTION DETAIL

09250A
cs—T—T KEYNOTE DESIGNATION
SEC;,I"ION REFERENCE

REFLECTED CEILING SYMBOLS

EXISTING CONSTRUCTION
(LIGHT LINES)

NEW CONSTRUCTION
(SEE MATERIAL
INDICATIONS BELOW)

EQUIPMENT TAG

ALTERNATE EQUIPMENT
TAG

INTERIOR TALL WARDROBE
CABINETW,/ SPRINKLER HEAD
(HEALTH CARE FACILITIES
ONLY)

2'x4’ SURFACE MOUNTED
LIGHT FIXTURE

1'x4 'SURFACE MOUNTED
LIGHT FIXTURE

2'x2" SURFACED / PENDANT
MOUNTED LIGHT FIXTURE

X

®

12”x12” SURFACED / PENDANT @ Q

MOUNTED LIGHT FIXTURE

SURFACED / PENDANT
MOUNTED LIGHT FIXTURE

2'x4’ RECESSED
LIGHT FIXTURE

1'x4’ RECESSED
LIGHT FIXTURE

DO® | |

2'x2" RECESSED
LIGHT FIXTURE

12"x12” RECESSED
LIGHT FIXTURE

RECESSED
LIGHT FIXTURE

CEILING MTD. EXIT SIGN
INDUSTRIAL FLUORESCENT
COVE LIGHT FIXTURE
SMOKE DETECTOR

PUBLIC ADDRESS SPEAKER
SOUND SYSTEM SPEAKER

COLOR LAY-OUT SYMBOL KEY

o

N EX e

DROP CORD RECEPTACLE

CEILING FAN
ROOF HATCH

SPRINKLER HEAD
HVAC SUPPLY/DIFFUSER
HVAC SUPPLY/DIFFUSER

HVAC RETURN/EXHAUST
GRILLE

SLOT DIFFUSER

A A TRACK LIGHT

—
——

&

CARPET (LENGTH OF
PRODUCTS)

MATCH ANGLES

STAIR TREAD WITH
PHOTOILLUMINESCENT
NOSING

WORK POINT

@@@H&H@

MATERIAL SYMBOLS

CERAMIC TILE FLOOR (CTF)
TZ

IPS/MIC (AT WALLS)
CERAMIC TILE WALL (CTW)
RUBBER FLOOR (RFT)

VCT

SPORT FLOORING (RFS)

PLAN & SECTION

INDICATIONS

mpgE=—gge LARGE SCALE
EARTH ] PLYWOOD
=] || 1 117 SMALL SCALE
7 POROUS FILL // WOOD
4 FINISHED
PRSI
SrarREs CONCRETE WOOD
ROUGH
7
MARBLE / BRICK
%
PAVING /// CMU
/|
ELEVATION SYMBOLS
BRICK CERAMIC
TILE
CONCRETE
GYP, 7 | oass
PLASTER
——— SHINGLES Immmﬂmmmm SHEET METAL

ol ACOUSTICAL

TILE

GYPSUM
BOARD

PLASTER/
METAL LATH

BATT

INSULATION

H ﬂ RIGID
INSULATION

GLASS

GLASS
BLOCK

2% | TERRAZZO
O TILE

CERAMIC
TILE

g o

PARTITION SYMBOLS

v

=Z=

BRICK
CMU

METAL STUD

WOOD STUD
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TYPICAL MOUNTING HEIGH

S

MISCELLANEOUS ACCESSORIES, TOILET ACCESSORIES

AND FIXTURES

NOTE:

MOUNTING HEIGHTS SHOWN ARE PROPOSED FOR ALL ACCESSORIES AND FIXTURES REQUIRED

UNLESS OTHERWISE NOTED OR DIMENSIONED ON DRAWINGS FOR SPECIFIC CONDITIONS

/MIRROR SIZE AS SPECIFIED OR NOTED\

AQ” Y.
48" AF.F. MAX.\\ = 3 ;g UARIES
7 = - 2 4 1,—8” N~ L
V= 1~ B o I~ 3 ———a — = L
g“fr:l—ﬂ N S ox' : [ ? ‘A%bk ¥ s [ B TIZ el (B.F. r AN o~k L=
" | *REFER TO NOTE BELOW NENEZMEE ~n] YIYT2ZE o Pla & o[ MIN.) T osX | swx AR
—2 |-FOR CODE REQUIREMENTS Tl w = | <+ o | - - o /j( oy MBS .(ng w@Z
” 7 ! Y = LI
*15" A.F.F. MIN. " P T w
— ~ -8
SOAP SOAP SANITARY SANITARY SEAT COVER TOWEL TOWEL WASTE FULL LENGTH MIRROR, MIRROR AND
DISH DISPENSER NAPKIN NAPKIN DISPENSER DISPENSER DISPENSER RECEPTACLE MIRROR AND MIRROR AND VANITY COUNTER
RECEPTACLE DISPENSER OR AND WASTE BARRIER FREE SHELF, OR
mhlll__l_TlPURPOSE RECETACLE MIRRORS TITLED MIRROR '—11" AT BOTTOM
OF STAIRS ONLY
1’—0" TYPICAL
, HANDRAIL EXTENSION
N O ” A
— S~ *48” AF.F. MAX.\\ 2
. _ — | | N __ u 6'—0" MEN/5'—4" WOMEN ,——LINE OF RISER
= = == TR — = G (= —— o = = 4'—10” CHILDREN (12-15) , OR END OF
5] A o o | T *OPERABLE CONTROLS SHALL FALL WITHIN | 5'—3" CHILDREN (15-18) © == RAMP
o d l ee FORWARD APPROACH REACH RANGES ~ 4’—0” BARRIER FREE |
M M| EE REQUIRED BY CODE REGULATIONS A w
./ ~
o
FINISH FLOOR S
SHOWER HOOKS SHELF TOWEL TOWEL B.F. SHELF BARRIER CUP FACIAL HAND DRYER ASH TRAY HAIR DRYER HANDRAIL
CURTAIN (ABOVE) BAR AND BAR OR FREE DISPENSER TISSUE
ROD MAIL SLOT SHELF PURSE HOOKS DISPENSER
(BELOW) x SHELF (MIN 1
z PROVIDED)
Z <
<_(I—
53 WIDTH
50 VARIES
wl@ (REFER TO
* REFER TO NOTE ABOVE Sz PLAN DWGS)
FOR CODE REQUIREMENTS =[O R
SI= 2 S
*48” A.F.F. MAX. =T O N alm
5 AEE MO 32 o o+ ST % N B I O S
o |y B . S Y . 5 5 5 = |= 7 NE 7
oz — s~y — = LT =, =" N3, o | | | Tls © = -
| = - I o | < K™ = KM > O I - - - J o Nk
_'Q_O _________ — | = < | < “| = “| = s 9] 9] Te] ~1 <+ |<
© ~E J AR ~ S NS e = - ﬁ
O ~
= 15" AF.F. MIN. —
PAY TELEPHONE WALL MOUNTED E.W.C. OR HIGH—LOW FIRE FIRE VALVE FIRE HOSE FIRE WALL ELECTRIC COAT ROD  BOOT RACK
TELEPHONE SHELF OR EMERGENCY DRINKING E.W.C. OR EXTINGUISHER CABINET RACK OR EXTINGUISHER CABINET PANEL AND HAT (BELOW)
(B.F.—FRONT (B.F.—FRONT TELEPHONE FOUNTAINS DRINKING CABINET VALVE AND WALL SHELF
APPROACH) APPROACH) (B.F. — FRONT FOUNTAINS BRACKET (ABOVE)
APPROACH)
* REFER TO NOTE ABOVE . ;18” CLR.
ey 30 L R\ | : 2 BACKSPLASH
" SIGNAGE L |
*48" A.F.F. MAX. £< S — \ | | VARIES 1 ,/
: ] ; © ] e |2 i : | T +=2 N T
o — o f 2 - - o s 4” 8 - 2~ 2~
ME: ; BO(%?(;\IJR(C))FSOUTLET ©1% EONTRO"S Tl : |2 ~ . < = ° ==1 T~ ©5 | Qu
S g ON—E S ) N x 0 . z | EXY — L e - Ry
————— > [ 2 ol | FT— x| =Z S e <2 | &
TS °‘_ " /‘ M2 “ o ¥ < 3%% "ch M| L
15" AFF. MN. —
LIGHT SWITCH FIRE ALARM THERMOSTAT ELEVATOR ELECTRIC DUPLEX, CLOCK WALL SIGNAGE TACTILE CHALKBOARD WALL AND
PULL BOX (Above) PUSH TELEPHONE, SPEAKER OR PLAQUE  CHARACTER OR TACKBOARD BASE CABINETS
BUTTONS OR T.V. SIGNAGE
DUPLEX OUTLET OUTLET WITH 3
. (B.F./STANDARD HEIGHT) LIGHT SWITCH %MAX)
= BELOW - BACKWALL OF SHOWER
7~ N e — \
(7] Z | X
2. S| 2 (MAX) ) | 5'—0" MIN LENGTH
EI (@) ol ¢ SHOWER HOSE WITH HAND HELD
Za | e OR ADJUSTABLE SPRAY
SS gls Pgoslﬁtl)gr[\)l . LINE OF SHOWER OPENING A\& UNIT ON BAR
o2 T ~ N LOCKSET/ ~ i x— NOTE: B.F. CONTROLS
T - e S _ 1101 | —LATCHSET = ARE MOUNTED WITH-IN  C.O.
N2 FLUSH VALVE © ‘? f{  LOCATION el @ ‘? ) @/_\THIS AREA COVERN |INE OF
N — 3 R EIO é TO SHELF © © 2c|> HARDWARE— 'T “T § o (ID %\ 'i?g - (/6\ WALL BASE
— | ~ s =| IN CABINET - KNOwW ((35'?}_.) 0| W|o +|2 o= \_/
N N -
WATER CLOSET TOILET TOILET B.F. BARRIER FREE  MEDICINE  MOP STRIP DOOR HARDWARE SHOWER HEAD BARRIER FREE WALL C.O.
PAPER TISSUE SHOWER MEDICINE CABINET  AND SHELF AND VALVES HAND HELD
HOLDER DISPENSER SEAT CABINET SHOWER HEAD
AND CONTROLS
LINE OF WALL LINE OF WALL - 3-0"
1 _3 2/‘\
- N e A - (/ (Max) 25
Wik ‘ o] 3 = 17=05 2'—0” IF AVAIL.
1'—6"(MIN) %'—6" B L IMIN) =, 8\} f1 07 (MIN.)
" , - MIN) URINAL TRH: e 7
/1 (MIN-ADA)(USPS) 5" (MAX) i) U ELECT. OUTLET ‘ / SHIELD /2" ‘ ,// BOY 13 " -6 FLUSH CONTROL
./ (SEE NOTE BELOW) . T T | ,
H R~ oo — oo : Py ::OA T s~ P 77 o~ e X% = o P E
~F oz | 28 07" Fwz | °% T Toz |23 il i oz 2T |9% T o w5
= e 2 = 13 = s w23 G.B—F e AR Bl H— - J s
N> Y o~ N~ S o~ ] B = ~~— N //- > ~J &
—8" CLEAR (MIN) F#—F P SN.R. N—TPH -
, PARTITION BELOW
2-6 LINE OF (SCREEN) 1'-8" G.B . 2
(B.F. MIN) -5 0=
oLR OBSTRUCTION 27_9” TYP. ,
: NOTE: ANY ELECT. OUTLET FROM LIP OF W.C. Z—E
LAVATORY VANITY LAVATORY ~ NEAR SINKS IN B.F. TOILET AL TO T.P.H. WATER CLOSET =~ ~ BARRIER FREE STANDARD
ROOMS TO BE MOUNTED
(SIDEVIEW) (SIDEVIEW) N3 10 38" AFFE. TO URINAL URINAL

CONTROLS
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