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PHASE 1 SOIL EROSION &
SEDIMENTATION CONTROL

NOTES

UNDISTURBED
VEGETATION
FENCE POSTS

COMPACTED EARTH
GEOTEXTILE FILTER
FABRIC

SPACING 6' MAX.

GEOTEXTILE
FILTER FABRIC

6" ANCHOR TRENCH

GEOTEXTILE FILTER FABRIC
FASTENED ON UPHILL SIDE
TOWARDS EARTH DISRUPTION.

SHEET FLOW

6" X 6"
ANCHOR TRENCH

1' MIN.

UNDISTURBED
VEGETATION

NO SCALE

WRAP END POSTS TOGETHER
AT LEAST ONE REVOLUTION
WHEN SPLICING SILT FENCE
SECTIONS

WIRE MESH
SUPPORT

WIRE
MESH
SUPPORT

RIDGE OF COMPACTED EARTH
ON UPHILL SIDE OF FILTER
FABRIC

COUPLER BAND

1.5" X 1.5" FENCE POST DRIVEN
INTO GROUND 1' MIN.

SHEET
FLOW

SHEET
FLOW

WOVEN
GEOTEXTILE

FABRIC
WIDTH (IN)

MIN.
HARDWOOD

POST
LENGTH

(IN)

MIN. GRAB
TENSILE (LBS)
(ASTM D 4632)

MIN.
TRAPEZOIDAL

TEAR
 STRENGTH

(LBS)
(ASTM D 4533)

MIN.
PERMITTIVITY

(SEC  )
(ASTM D 4491)

MAX. APPARENT
OPENING

SIZE
(MM)

(ASTM D 4751)

24 36 100 45 0.1 0.6

SECTION A-A

FRONT VIEW

PLAIN VIEW

SILT FENCE

MATERIAL REQUIREMENTS

6" WIDE COMPACTED
ANCHOR TRENCH

NOTE: EROSION EELS ARE AN ACCEPTABLE ALTERNATIVE.

NO SCALE

EXISTING GROUND WOVEN GEOTEXTILE MATERIAL
BETWEEN STONE AND EXISTING
GROUND

50 FT. MINIMUM

6" MIN.
8

1

EXISTING EDGE
OF PAVEMENT

2" DIA. COARSE STONE
OR BROKEN CONCRETE

EXISTING GROUND

20' R

PLAN

SECTION

ANTI-TRACKING PAD

NOTE:
CONTRACTOR TO INSTALL & MAINTAIN ANTI-TRACKING
PAD.

WHEN AGGREGATE BECOMES SATURATED WITH FINES,
CONTRACTOR TO SCARIFY AND RELAY AGGREGATE.

ANTI-TRACKING PAD DOES NOT RELIEVE CONTRACTOR
FROM SWEEPING AND CLEANING ADJACENT WALKS AND
ROADS.

CRUSHED/BROKEN CONCRETE IS TO BE REMOVED AND
LEGALLY DISPOSED OF OFF U-M PROPERTY UPON PROJECT
COMPLETION.

NO SCALE

NOTE:
TEMPORARY INLET SEDIMENT FILTER TO BE
INSTALLED ON ALL PAVED CATCH BASINS OR
STORM INLETS. INLET FILTER TO BE SIMILAR
TO "STREAMGUARD" AS MANUFACTURED BY
STORMWATER SERVICES CORPORATION
(206-767-0441) OR "SILTSACK" AS
MANUFACTURED BY ATLANTIC CONSTRUCTION
FABRICS, INC. (800-448-3636).
CLEAN FILTER AS NEEDED.

TEMPORARY INLET
SEDIMENT FILTER

OVERFLOW

CATCH
BASIN

POLYPROPYLENE
"BOOT"

GRATE

DUMP STRAP

INSTALLATION
DETAIL

DUMP STRAP

SILT SACK

BAG DETAIL

EXPANSION
RESTRAINT
(1/4" NYLON
ROPE 2" FLAT
WASHERS

2 EACH
DUMP STRAPS

INLET FILTER SACK

NO SCALE
CONCRETE WASHOUT PIT
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POOL SHELL WALLS AND 
ROOF CONSTRUCTION
SHALL REMAIN.
COORD. W/ ARCH.

ALL EXIST. STRUCTURE
TO BE DEMOLISHED
EXCEPT REGIONS NOTED
TO REMAIN TYP.

ALL EXIST. STRUCTURE
TO BE DEMOLISHED

EXCEPT REGIONS NOTED
TO REMAIN TYP.

GYM AND 
SURROUNDING
CMU WALLS 
TO REMAIN

ALL EXIST. STRUCTURE
TO BE DEMOLISHED

EXCEPT REGIONS NOTED
TO REMAIN TYP.

BRACING NOT 
REQUIRED
FOR LOW 
CMU WALLS
(H = ± 15.0')

SEE BRACING NOTES

BRACING NOT 
REQUIRED

FOR LOW 
CMU WALLS
(H = ± 15.0')

2

SD1.0-BP1
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SD1.0-BP1

DEMOLITION OF PORTIONS OF
EXIST. STRUCTURE TO MAINTAIN
BRACING OF REMAINING WALLS
MAY BE DELAYED AT 
CONTRACTOR'S OPTION 

NOTE: REFER TO ORIGINAL
1972 DOCUMENTS FOR
HIDDEN UTILITIES.

EXISTING 12"
CMU WALL
TO REMAIN

PRESERVE EXIST. WEATHER 
ENVELOPE, INCLUDING ROOF,
PARAPET AND FLASHINGS

PRESERVE EXIST.
WALL FINISH WHERE
NOTED ON ARCHITECTURAL
DRAWINGS

EXIST. ROOF FRAMING
TO BE REMOVED -
SEE ARCH. & STRUCTURAL
PLANS

BEAM & JOIST DEMO:

   *  WHERE NOTED ON SD1.0, ENTIRELY
       REMOVE FRAMING OR CUT BACK
       FLUSH TO FACE OF WALL

   *  WHERE BEAM & SEAT ARE REMOVED,
       FILL VOID WITH GROUT

   *  EXCEPT AS NOTED ABOVE, BEAMS
       MAY BE TORCH CUT LEAVING A 
       MAXIMUM 2" STUB

2
'-
0

"
2

'-
0

"

BEARING
ELEV.

PROVIDE LATERAL
BRACING WITHIN

THE INDICATED ZONE
WHERE REQUIRED

PER PLAN AND NOTES

EXIST. SLAB & FOOTINGS
TO BE REMOVED -
SEE ARCH. & STRUCTURAL
PLANS

TAKE CARE TO AVOID
DAMAGE TO REMAINING
STRUCTURE

NOTE:

SEE ARCH. PLANS FOR 
SPECIFIC REQUIREMENTS,
PROTECTED ELEMENTS AND
OTHER INFORMATION.

DEMOLITION SHEET NOTES

1. ENTIRE POOL, GYM AND SURROUNDING CMU WALLS ARE TO REMAIN. ALL 
OTHER ELEMENTS OF EXISTING CONSTRUCTION, INCLUDING FOOTINGS, 
ARE TO BE REMOVED.

2. SEE GENERAL NOTES FOR TYPICAL SHORING & BRACING 
REQUIREMENTS AND PROTECTION OF EXISTING CONSTRUCTION.

3. EXISTING 12" CMU WALLS INDICATED TO REMAIN WITH HEIGHTS OF ± 15'-0" 
DO NOT REQUIRE LATERAL BRACING DURING CONSTRUCTION.

4. EXISTING 12" CMU WALLS INDICATED TO REMAIN WITH HEIGHTS GREATER 
THAN 17'-0" REQUIRE LATERAL BRACING UNLESS IT IS DEMONSTRATED 
THAT THEY ARE VERTICALLY GROUTED AT MAXIMUM SPACING OF  2'-0" O.C.

5. ALLOWABLE DESIGN CONSTRUCTION WIND PRESSURE  = 12.0 PSF (ASD).
BRACES AND THEIR CONNECTIONS SHALL BE DESIGNED TO WORK SUBJECT 
TO BOTH TENSION AND COMPRESSION.

6. THE ABOVE CRITERIA ASSUME EXISTING ELEMENTS ARE IN UNDAMAGED
CONDITION AS REPRESENTED IN THE ORIGINAL BUILDING PLANS. HALT 
WORK AND CONSULT E.O.R. BEFORE PROCEEDING  IF OTHER CONDITIONS 
ARE FOUND IN THE FIELD.

DEMOLITION LEGEND

= PORTIONS OF EXISTING STRUCTURE 
TO REMAIN, INCLUDING BUILDING SHELL
WALLS, ROOF FRAMING AND ASSOCIATED
ELEMENTS.

= REMAINING WALLS WHICH MAY
REQUIRE BRACING - SEE NOTE 4

T  M  P    A  R  C  H  I  T  E  C  T  U  R  E    I  N  C

1191 WEST SQUARE LAKE ROAD

@EM   INFO   TMP-ARCHITECTURE.COM

PH    248.338.4561  FX    248.338.0223

BLOOMFIELD HILLS    MICHIGAN    48302

A  R  C  H  I  T  E  C  T  U  R  E

6765 Daly Road
West Bloomfield, MI 48322

T/ 248.932.2010 ▪ F/ 248.932.3088
info@desainasr.com
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SD1.0-BP1

STRUCTURAL
DEMOLITION PLAN

1/16" = 1'-0"

STRUCTURAL DEMO PLAN

GENERAL STRUCTURAL NOTES

1. The structural notes are intended to augment the drawings and specifications. Should conflicts 
exist between the Drawings, Specifications and the Structural notes, the strictest provision shall 
govern.

2. The Structural drawings form an integral part of Contract Documents, which include 
Architectural, Structural, Mechanical, Electrical, Civil/Site drawings and Specifications. 
Coordinate the Structural drawings with the requirements shown in the other components of the 
Contract Documents.

3. Typical details and other sections/details apply to conditions that are similar to the conditions 
described in the sections/details, even if they are not specifically referenced on the plans.

4. The Contractor shall be responsible for means, methods, sequences and procedures of 
demolition and coordination with future construction.

5. Contractor shall determine demolition procedures and sequence, and ensure the safety of the 
building and its component parts during demolition. This includes the addition of temporary 

bracing, guys or tie-downs if necessary. Contractor shall retain ownership of such material after 

completion of the project.

6. Demolition shall comply fully with the applicable provisions of OSHA and the local Governing 
Codes, current edition, and all requirements specified in the codes shall be adhered to as if 
they were called for or shown on the drawings. This shall not be construed to mean that 
requirements set forth on the drawing may be modified because they are more stringent than 
the code requirements or because they are not specifically required by code.

7. Governing Building Code – Michigan (International) Building Code 2015. Standards listed 
in structural note sections refer to the version and effective date identified in the 
REFERENCED STANDARDS Chapter in the Governing Building Code.

EXISTING CONSTRUCTION

1. Contractor shall visit the site and become familiar with the existing conditions.

2. Existing building dimensions and conditions shown are based upon original drawings or partial 
survey and have not been completely field verified. The Owner and Architect/Structural 
Engineer take no responsibility for the accuracy of existing dimensions shown. Contractor shall 
field measure existing dimensions prior to shop drawing preparation and fabrication.

3. The analysis of the existing structure is based upon information shown on original drawings by 
Guido A. Binda & Assoc. dated Sept. 1972, provided by Washtenaw Intermediate School 
District and available from the Construction Manager.

4. Contractor shall verify conditions covering or affecting the structural work; obtain and verify all 
dimensions and elevations to ensure the proper strength, fit and location of the structural work; 
report to the Architect/Structural Engineer any and all conditions/discrepancies which may 
interfere with or otherwise affect or prevent the proper execution and completion of the new 
work in compliance with the Construction Documents. All discrepancies shall be fully resolved 
prior to commencing work.

5. Existing construction not undergoing alteration is to remain undisturbed. Where such 
construction is disturbed as a result of the operations of this contract, Contractor shall repair or 
replace as required and to the satisfaction of the Architect/Structural Engineer and Owner’s 
Representative.

6. Contractor shall verify the existence, location and elevation of existing utilities, sewers, drains, 
etc. in demolition areas before proceeding with the work. See original 1972 documents for 
hidden utility locations. All discrepancies shall be documented and reported to the 
Architect/Structural Engineer and Owner’s Representative for resolution.

7. Should uncharted piping or other utilities be encountered during excavation, Contractor shall 
consult the Architect/Structural Engineer and Owner's Representative for resolution.

8. Contractor shall provide fire watch during field cutting and welding operations, meeting the 
Owner's requirements.

9. Contractor shall provide temporary protection of existing equipment during execution of work, 
satisfying the Owner's requirements.

10. Contractor shall provide temporary protection to prevent damage from the weather and 
vandalism.

11. Contractor shall coordinate work with the Owner’s personnel to avoid any interference in their 
operations.

12. The adjacent TLC building is to remain occupied during construction. Coordinate with the 
Construction Manager for sequencing and weatherproofing requirements.

SHORING AND BRACING

1. Contractor shall provide temporary shoring and bracing of existing construction, new 
construction, and underground utilities as follows:

a. Where shown or noted on the Drawings.
b. Where existing construction is to be altered or disturbed until permanent support is in 

place.
c. Where existing construction is not undergoing alteration and is to remain undisturbed 

but is disturbed as a result of the work of this contract.
d. As required for safe erection, installation of new construction, equipment, etc.
e. When needed for Contractor’s “means and methods” of construction and other safety 

related issues.

2. Shoring and bracing shown on the Drawings is conceptual. Contractor shall be responsible for 
verifying existing conditions, shoring and bracing calculations, methods of installation, transfer 
of loads through to final load support, and work sequence phasing with new construction.

3. Shoring and bracing shall be performed by a Contractor with minimum 5 years demonstrated 
experience in similar size and scope of shoring and bracing projects.

4. Shoring and bracing shall be designed by a Professional Engineer registered in the State of the 
Project with minimum 5 years demonstrated experience in similar size and scope of shoring 
and bracing projects. Design loads and methods shall conform to applicable codes. Soil and 
material strengths shall be verified by tests, unless conservative estimates that do not affect 
deflections and deformations are approved by the Architect/Structural Engineer.

5. Contractor shall submit drawings and calculations sealed and signed by the Contractor’s 
Professional Engineer showing complete design including temporary conditions, final conditions 
and sequence of work.

6. Before starting work, Contractor shall perform condition survey of the existing building 
structure, exterior façade and interior finishes, including photographic documentation and 
submit survey to the Owner for record.

7. During the shoring and bracing operations, Contractor shall:

a. Keep the existing and new construction in a safe condition.
b. Monitor existing and new construction to detect any signs of distress or deformation.
c. Take immediate steps to prevent distress, deformation or damage.

8. Contractor shall continuously monitor the shoring and bracing system. Contractor shall review 
and ascertain that all field connections are completed according to the Contractor’s design and 
issue approval for inspection of the work by the Testing Agency.

9. After completion of shoring and bracing and completion of work requiring shoring and bracing, 
Contractor shall repair any damage to the existing and new construction, without any cost to 
the Owner, and to the satisfaction of the Owner and Architect/Structural Engineer.

1/4" = 1'-0"SD1.0-BP1
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