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BAi LLC TS.1-BP3  COVER SHEET C1.1-BP3  TOPOGRAPHIC AND BOUNDARY SURVEY AC.1-BP3  COMPOSITE BUILDING PLAN A4.1-BP3 WAL SECTIONS FSE-1-BP3  FOOD SERVICE EQUIPMENT SCHEDULE AND ROUGH-IN
MDWESTERN CONSULTING TS.2-BP3  COVER SHEET C4.1-BP3  SITE LAYOUT PLAN AC.2-BP3  COMPOSITE ROOF PLAN BELOW CLERESTORY A4.2-BP3 WAL SECTIONS DATA BUILDING AREA(S) = 118,334 SQ. FT. (ADDITION)
LANDSCAPING AND CIVIL ENGINEERS CONSULTING ENGINEERS T6.1-BP3  GENERAL INFORMATION C4.2-BP3  PLAYGROUND LAYOUT PLAN AC.3-BP3  COMPOSITE ROOF PLAN AT CLERESTORY A4.3-BP3 WAL SECTIONS FSE-2-BP3  FOOD SERVICE EQUIPMENT LAYOUT 12,378 SQ. FT. (EXISTING TO REMAIN)
4006 SPEEDWAY C4.3-BP3  LANDSCAPE PLAN AD.1-BP3  DOOR SCHEDULE A4.4-BP3 WAL SECTIONS FSE-3-BP3  FOOD SERVICE EQUIPMENT ELECTRICAL ROUGH IN PLAN 130,712 5Q. FT. (TOTAL)
3815 PLAZA DRIVE AUSTIN, TEXAS 78751 LSG-BP3  LIFE SAFETY PLAN GENERAL NOTES C4.4-BP3  DETAILED LANDSCAPE PLAN AD.2-BP3  DOOR SCHEDULE AND DETAILS A45-BP3  WALL SECTIONS FSE-4-BP3  FOOD SERVICE EQUIPMENT PLUMBING ROUGH IN PLAN g ' - F
ANN ARBOR, MICHIGAN 48108 PHONE: (512) 476-3464 LS1-BP3  FIRST LEVEL AND BASEMENT LEVEL LIFE SAFETY PLANS C4.5-BP3  DETAILED LANDSCAPE PLAN A1.1A-BP3  BUILDING PLAN ZONE A A4.6-BP3 WAL SECTIONS FSE-5-BP3  FOOD SERVICE EQUIPMENT VENTILATION AND SPECIAL -
PHONE: (734) 995-0200 FAX: (512) 476-9442 LS2-BP3  CLERESTORY LEVEL LIFE SAFETY PLAN C5.1-BP3  SITE GRADING PLAN A1.1B-BP3  BUILDING PLAN ZONE B A4.7-BP3  WALL SECTIONS CONDITIONS PLAN 5' 12,378 SQ. FT. (EXISTING ALTERED)
C5.2-BP3  DETAILED GRADING PLAN A1.1C-BP3  BUILDING PLAN ZONE C A4.11-BP3  SECTION DETAIL FSE-6-BP3  FOOD SERVICE EQUIPMENT EXHAUST HOOD DETAILS s CODE ’ T
C5.3-BP3  DETAILED GRADING PLAN A1.1D-BP3  BUILDING PLAN ZONE D A4.12-BP3  SECTION DETAIL FSE-7-BP3  FOOD SERVICE EQUIPMENT EXHAUST HOOD DETAILS 4 SITE ) MYHE
C5.4-BP3  DETAILED GRADING PLAN A1.1E-BP3  BUILDING PLAN ZONE E A4.13-BP3  SECTION DETAIL FSE-8-BP3  FOOD SERVICE EQUIPMENT WALK IN DETALLS .
STRUCTURAL ENGINEER MECHANICAL ENGINEER C55-BP3  DETAILED GRADING PLAN A1IF-BP3  BUILDING PLAN ZONE F A5.1-BP3  PLAN DETAILS FSE-9-BP3  FOOD SERVICE EQUIPMENT WALK IN DETALS GOVERNING CODES
C7.1-8P3  SITE DETAILS 1 A1.1G-BP3  BUILDING PLAN ZONE G A5.2-BP3  PLAN DETAILS FSE-10-BP3 FOOD SERVICE EQUIPMENT WALK IN DETAILS T - 2016 SCHOOL FIRE SAFETY RULES
C7.2-8P3  SITE DETAILS 2 A1.1H-BP3  BUILDING PLAN ZONE H A5.3-BP3  PLAN DETAILS : (2012 Life Safety Code, plus amendments)
DESAI / NASR PETER BASSO ASSOCIATES INC. C7.3-BP3  FENCE & GATE DETALS A1.1J-BP3  BUILDING PLAN ZONE J A5.10-BP3  ROOF DETALLS - 2015 MICHIGAN BUILDING CODE
CONSULTING ENGINEERS ELECTRICAL ENGINEERS C7.4CP3  SANDBOX DETALS A1.1K-BP3  BUILDING PLAN ZONE K A6.1-BP3  ENLARGED PLANS ZONES A-B-C CHURCH. BD - 2015 MICHIGAN PLUMBING CODE
6765 DALY ROAD 5145 LIVERNOIS ROAD, SUITE 100 C10.1-BP3  GAMETIME PLAYGROUND EQUIPMENT DETAILS A1.1P-BP3  PAVILION ALTERNATE #3 AND SHADE STRUCTURES A6.2-BP3  ENLARGED PLANS ZONE C-D-F-G-K _SCI0.CH N - 2015 MICHIGAN MECHANICAL CODE
WEST BLOOMFIELD TOWNSHIP, MICHIGAN 48322 TROY, MICHIGAN 48098-3276 C10.2-BP3  GAMETIME SURFACE AND AMENITY DETAILS ALTERNATE #4 PLANS, ELEVATIONS, AND SECTIONS A6.3-BP3  ENLARGED PLANS ZONE E - 2015 MICHIGAN UNIFORM ENERGY CODE
PHONE: (248) 932-2010 PHONE: (248) 879-5666 A2.1A-BP3  REFLECTED CEILING PLAN ZONE A A6.4-BP3  ENLARGED PLANS ZONE G-K ANN ARBOR, MI (ANSI/ASHRAE/IES Standard 90.1-2013)
FAX: (248) 932-3088 FAX: (248) 879-0007 A2.1B-BP3  REFLECTED CEILING PLAN ZONE B A6.5-BP3  ENLARGED PLANS ZONES H-J NO SCALE - 2017 MICHIGAN ELECTRICAL RULES (2017 NEC, plus Part 8 Rules)
- MICHIGAN BARRIER FREE CODE
(Michigan Building Code 2015 and ICC A117.1-2009)
A2.1C-BP3  REFLECTED CEILING PLAN ZONE C A7.1-BP3  INTERIOR ELEVATIONS - 2013 MICHIGAN BOILER CODE RULES
LANDSCAPE ARCHITECT ELECTRICAL ENGINEER A2.10-BP3  REFLECTED CEILING PLAN ZONE D A72-8P3  WTERIOR ELEVATIONS ADDRESS: - WASHTENAW INTERMEDIATE SCHOOL DISTRICT |+ ™, L "6 ™ bressure Vessel Code, 2010 editon
A2.1E-BP3  REFLECTED CEILING PLAN ZONE E A7.3-BP3  INTERIOR ELEVATIONS
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LANDSCAPE ARCHITECTS ELECTRICAL ENGINEERS ALTERNATE 42 AZ.1H-BPS  REFLECTED CEILING PLAN ZONE H '
A2.10-BP3  REFLECTED CEILING PLAN ZONE J A8.2-BP3  MASONRY WALL CONSTRUCTION REFERENCE DETAILS
412 LONGSHORE DRIVE 5145 LIVERNOIS ROAD, SUITE 100 L2-8P3 NATURAL FEATURES LAYOUT PLAN: NORTH A2.1K-BP3  REFLECTED CEILING PLAN ZONE K AB.10-BP3  INTERIOR DETAILS CONSTRUCTION CLASSIFICATION : IIB (MBC) / 1I{000) (LSC)
PHONE: (734) 995-4194 PHONE: (248) 879-5666 L3-8P3  NATURAL FEATURES LAYOUT, GRADING, AND A3.2-BP3  EXTERIOR ELEVATIONS AB.12-BP3  MILLWORK DETAILS USE GROUP CLASSIFICATION : E - EDUCATION
FAX: (734) 668-2525 FAX: (248) 879-0007 DEMOLITION/SESC PLAN: SOUTH ALTERNATE #2 A3.3-BP3  EXTERIOR ELEVATIONS AB.13-BP3  MILLWORK DETAILS
L4-BP3 NATURAL FEATURES PAVILION ALTERNATE #3 A3.4-BP3  EXTERIOR ELEVATIONS A8.14-BP3  MILLWORK DETAILS
A3.5-BP3  EXTERIOR ELEVATIONS A10.1A-BP3  BUILDING FINISH PLAN - ZONE A
KITCHEN CONSULTANT NATATORIUM CONSULTANT A3.6-BP3  CANOPY ELEVATIONS + SECTIONS A10.1B-BP3  BUILDING FINISH PLAN - ZONE B
A3.7-BP3  EXTERIOR ELEVATIONS - CLERESTORY A10.1G-BP3  BUILDING FINISH PLAN - ZONE C
A3.8-BP3  EXTERIOR ELEVATIONS - CLERESTORY A10.1D-BP3  BUILDING FINISH PLAN - ZONE D
FOOD SERVICE CONSULTANT POOL CONSULTANTS A3.11-BP3  BUILDING SECTIONS A10.1F-BP3  BUILDING FINISH PLAN - ZONE F
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PHONE: (248) 644-0990 PHONE: (314) 894-1245 A3.22-BP3  RENDERINGS - EXTERIOR A10.1J-BP3  BUILDING FINISH PLAN - ZONE J
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CIVIL ENGINEER ACOUSTICAL ENGINEER MECHANICAL MECHANICAL MECHANICAL ELECTRICAL eOOL AUDIOVISUAL .
B Aj LLC MO.1-BP3 ~ MECHANICAL STANDARDS AND DRAWING INDEX M3.1A-BP3  HVAC PIPING PLAN - ZONE A M7.1-BP3  MECHANICAL SCHEDULES E0.1-BP3  ELECTRICAL STANDARDS AND DRAWING DETAILS SP0.0-BP3  POOL REFERENCE PLAN AV0.1-BP3 AV SYSTEMS LEGEND, CONDUIT RISERS &
MDWESTERN CONSULTING M0.2-BP3  MECHANICAL COMPOSITE PLAN M3.1B-BP3  HVAC PIPING PLAN - ZONE B M7.2-BP3  MECHANICAL SCHEDULES E0.2-BP3  ELECTRICAL STANDARD SCHEDULES SP0.1-BP3  EXISTING POOL PLAN ELECTRICAL ADVISORY
LANDSCAPING AND CIVIL ENGINEERS CONSULTING ENGINEERS MD2.1A-BP3 MECHANICAL DEMOLITION PLAN - ZONE A M3.1C-BP3  HVAC PIPING PLAN - ZONE C M7.3-BP3  MECHANICAL SCHEDULES E0.3-BP3  ELECTRICAL COMPOSITE PLAN SP0.2-BP3  POOL DEMOLITION PLAN AV0.2-BP2 AV SYSTEMS SCHEMATIC DIAGRAMS
4006 SPEEDWAY MD2.1B-BP3 MECHANICAL DEMOLITION PLAN - ZONE B M3.1D-BP3  HVAC PIPING PLAN - ZONE D M7.4-BP3  MECHANICAL SCHEDULES E0.4-BP3  ELECTRICAL SITE PLAN - DEMOLITION SP1.0-BP3  POOL PLAN & SECTIONS AV0.3-BP3 AV SYSTEMS DETAILS
3815 PLAZA DRIVE AUSTIN, TEXAS 78751 MD2.1C-BP3 MECHANICAL DEMOLITION PLAN - ZONE C (NOT ISSUED) |  M3.1E-BP3  HVAC PIPING PLAN - ZONE E M7.5-BP3  MECHANICAL SCHEDULES E0.5-BP3  ELECTRICAL SITE PLAN - NEW WORK SP1.1-8P3  POOL DETAILS AV1.1B-BP3 FLOOR PLAN ZONE B
ANN ARBOR, MICHIGAN 48108 PHONE: (512) 476-3464 MD3.0C-BP3 LOWER LEVEL MECHANICAL DEMOLITION PLAN - ZONE C |  M3.1F-BP3  HVAC PIPING PLAN - ZONE F M7.6-BP3  MECHANICAL SCHEDULES ED1.1A-BP3  ELECTRICAL DEMOLITION PLAN - ZONE A SP2.0-BP3  POOL LOCATION POINT PLAN AV1.1E-BP3  FLOOR PLAN ZONE E
PHONE: (734) 995-0200 FAX: (512) 476-0442 MD3.1A-BP3  MECHANICAL DEMOLITION PLAN - ZONE A M3.1G-BP3  HVAC PIPING PLAN - ZONE G M7.7-BP3  MECHANICAL SCHEDULES ED1.1B-BP3 ELECTRICAL DEMOLITION PLAN - ZONE B SP3.0-BP3  RENOVATED POOL PIPING PLAN AV1.1H-BP3 FLOOR PLAN ZONE H
MD3.1B-BP3 MECHANICAL DEMOLITION PLAN - ZONE B M3.1H-BP3  HVAC PIPING PLAN - ZONE H M7.8-BP3  MECHANICAL SCHEDULES ED1.1C-BP3 ELECTRICAL DEMOLITION PLAN - ZONE C SP4.0-BP3  POOL MECHANICAL ROOM PLAN AV1.1J-BP3  FLOOR PLAN ZONE J
MD3.1C-BP3 MECHANICAL DEMOLITION PLAN - ZONE C M3.10-BP3  HVAC PIPING PLAN - ZONE J M8.1-BP3  TEMPERATURE CONTROL STANDARDS AND GENERAL E2.1A-BP3  LIGHTING PLAN - ZONE A SP4.1-BP3  POOL MECHANICAL DETAILS AV2.1H-BP3 REFLECTED CEILING PLAN ZONE H
M1.1A-BP3  FIRE PROTECTION PLAN - ZONE A M3.1K-BP3  HVAC PIPING PLAN - ZONE K NOTES E2.1B-BP3  LIGHTING PLAN - ZONE B SP4.2-BP3  POOL MECHANICAL DETAILS AV2.1J-BP3  REFLECTED CEILING PLAN ZONE J
STRUCTURAL ENGINEER MECHANICAL ENGINEER M1.1B-BP3  FIRE PROTECTION PLAN - ZONE B M4.1A-BP3  SHEET METAL PLAN - ZONE A M8.2-BP3  TEMPERATURE CONTROLS E2.1C-BP3  LIGHTING PLAN - ZONE C SP5.0-BP3  POOL SYSTEMS SCHEMATIC
M1.1C-BP3  FIRE PROTECTION PLAN - ZONE C M4.1B-BP3  SHEET METAL PLAN - ZONE B M8.3-BP3  TEMPERATURE CONTROLS E2.1D-BP3  LIGHTING PLAN - ZONE D
M1.1D-BP3  FIRE PROTECTION PLAN - ZONE D M4.1C-BP3  SHEET METAL PLAN - ZONE C M8.4-BP3  TEMPERATURE CONTROLS E2.1E-BP3  LIGHTING PLAN - ZONE E
DESAI / NASR PETER BASSO ASSOCIATES INC. M1.1E-BP3  FIRE PROTECTION PLAN - ZONE E M4.1D-BP3  SHEET METAL PLAN - ZONE D M8.5-BP3  TEMPERATURE CONTROLS E2.1F-BP3  LIGHTING PLAN - ZONE F
CONSULTING ENGINEERS ELECTRICAL ENGINEERS M1.1F-BP3  FIRE PROTECTION PLAN - ZONE F M4.1E-BP3  SHEET METAL PLAN - ZONE E M8.6-BP3  TEMPERATURE CONTROLS E2.1G-BP3  LIGHTING PLAN - ZONE G
6765 DALY ROAD 5145 LIVERNOIS ROAD, SUITE 100 M1.16-BP3  FIRE PROTECTION PLAN - ZONE G M4.1F-BP3  SHEET METAL PLAN - ZONE F M8.7-BP3  TEMPERATURE CONTROLS E2.1H-BP3  LIGHTING PLAN - ZONE H
WEST BLOOMFIELD TOWNSHIP, MICHIGAN 48322 TROY, MICHIGAN 48098-3276 M1.1H-BP3  FIRE PROTECTION PLAN - ZONE H M4.1G-BP3  SHEET METAL PLAN - ZONE 6 M8.8-BP3  TEMPERATURE CONTROLS E2.10-BP3  LIGHTING PLAN - ZONE J
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M2.0A-BP3  UNDERGROUND PLUMBING PLAN - ZONE A M5.1A-BP3  MECHANICAL ROOF PLAN - ZONE A E3.1C-BP3  POWER PLAN - ZONE C
M2.0B-BP3  UNDERGROUND PLUMBING PLAN - ZONE B M5.1B-BP3  MECHANICAL ROOF PLAN - ZONE B E3.1D-BP3  POWER PLAN - ZONE D
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M2.0G-BP3  UNDERGROUND PLUMBING PLAN - ZONE G M5.1G-BP3  MECHANICAL ROOF PLAN - ZONE G E3.1-BP3  POWER PLAN - ZONE J
412 LONGSHORE DRIVE 5145 LIVERNOIS ROAD, SUITE 100 M2.0H-BP3  UNDERGROUND PLUMBING PLAN - ZONE H M5.1H-BP3  MECHANICAL ROOF PLAN - ZONE H E3.1K-BP3  POWER PLAN - ZONE K
ANN ARBOR, MICHIGAN 48105 TROY, MICHIGAN 48098-3276 M2.0J-BP3  UNDERGROUND PLUMBING PLAN - ZONE J M5.1J-BP3  MECHANICAL ROOF PLAN - ZONE E5.1-BP3  ONE LINE DIAGRAM
PHONE: (734) 995-4194 PHONE: (248) 879-5666 M2.0K-BP3  UNDERGROUND PLUMBING PLAN - ZONE K M5.1K-BP3  MECHANICAL ROOF PLAN - ZONE K E5.2-BP3  PANEL SCHEDULES
FAX: (734) 668-2525 FAX: (248) 879-0007 M2.1A-BP3  PLUMBING PLAN - ZONE A M5.2-BP3  MECHANICAL SECTIONS E5.3-BP3  PANEL SCHEDULES
M2.1B-BP3  PLUMBING PLAN - ZONE B M6.1-BP3  MECHANICAL DETAILS E5.4-BP3  PANEL SCHEDULES
M2.1C-BP3  PLUMBING PLAN - ZONE C M6.2-BP3  MECHANICAL DETAILS E5.5-BP3  PANEL SCHEDULES
KITCHEN CONSULTANT NATATORIUM CONSULTANT M2.1D-BP3  PLUMBING PLAN - ZONE D M6.3-BP3  MECHANICAL DETAILS E6.1-BP3  ENLARGED ELECTRICAL KITCHEN PLAN
M2.1E-BP3  PLUMBING PLAN - ZONE E M6.4-BP3  MECHANICAL DETAILS E6.2-BP3  KITCHEN SCHEDULE
M2.1F-BP3  PLUMBING PLAN - ZONE F M6.5-BP3  MECHANICAL DETAILS E7.1-BP3  ELECTRICAL DETAILS AND DIAGRAMS
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ADDNL. ADDITIONAL DIAG. DIAGONAL HV.AC HEATING, VENTILATING AND 0/0 OUT-TO-OUT i N g - 5 - k- T T A e BHIE T SHEET WHERE THE DETAL 1S DRAWN) 1191 WEST SQUARE LAKE ROAD
ADH. ADHESIVE DGM DIAGRAM AIR CONDITIONING 0.A. OUTSIDE AIR T.BD TACKBOARD %15% AEF. NN e Ne  ¥Z g  |u 8 Nu Nu BLOOMEFIELD HILLS - MICHIGAN - 48302
ADJ. ADJUSTABLE DIA. DIAMETER HHWR HEATING HOT WATER SUPPLY 0.D. OUTSIDE DIAMETER TAN. TANGENT F. MIN. ﬁ‘ 52 e = ) )
AGGR. AGGREGATE DIFF. DIFFUSER HHWS HEATING HOT WATER RETURN OF. OUTSIDE FACE TECH. TECHNICAL < < < < < < < < DETAIL LOCATION INDICATION :AH ;:g?fﬁm xéx 243%&0233)»4
A.C.B. AR CIRCUIT BREAKER DIM. DIMENSION HGT HEIGHT 0.H.S. OVAL HEAD SCREW TEL. TELEPHONE EM-1 P-ARCHITECTURE.
AVC AR GONDITIONING D.R DINING ROOM HEX HEXAGON OA OVERALL TEL. CAB TELEPHONE CABINET SOAP SOAP SANITARY SANITARY SEAT TOWEL TOWEL WASTE FULL LENGTH MIRROR, MIRROR MIRROR BABY CHANGING —_—
i . . : DETAIL IDENTIFICATION NUMBER
AC.C. AR CONDITIONING COMPRESSOR DIR. DIRECTORY H. HIGH OHD OVERHEAD v TELEVISION DISH DISPENSER NAPKIN NAPKIN COVER DISPENSER OR  DISPENSER RECEPTACLE MIRROR AND AND SHELF, OR AND VANITY STATION .
A.C.U. AR CONDITIONING UNIT DISC. DISCONNECT H.LD. HIGH INTENSITY DISCHARGE OHD.DR OVERHEAD DOOR V.M TELEVISION MONITOR RECEPTACLE DISPENSER DISPENSER MULTIPURPOSE  AND WASTE BARRIER FREE  TILTED MIRROR COUNTER M t hell
AH.U. AR HANDLING UNIT DISCONT. DISCONTINUOUS H.P. HIGH POINT OXY. OXYGEN TEMP. TEMPERATURE UNIT RECEPTACLE MIRRORS 1. N\
ALT. ALTERNATE DW DISHWASHER H.PR. HIGH PRESSURE TEMP. GL. TEMPERED GLASS X N and O u a
ALUM./AL ALUMINUM DISP. DISPENSER H.S. HIGH STRENGTH T.U. TERMINAL UNIT e TREAD WIDTH AT BOTTOM (WALL SECTIONS) ALy (PLAN SECTIONS)
AMT AMOUNT DIST. DISTANCE H.S.B. HIGH STRENGTH BOLT P TERR. TERRAZZO ' OF STAIRS - MINIMUM
AMP AMPHERE D.P. DISTRIBUTION PANEL H.V. HIGH VOLTAGE TB. TEST BORING I - g2=2q— £ CONTROLS 10" TYPICAL SHEET IDENTIFICATION NUMBER
AMPL. AMPLIFIER DO DITTO (DO OVER) HWY HIGHWAY PTD PAINTED T. THERMOSTAT I Z L ANDRAL EXTENSION (INDICATES SHEET NUMBER WHERE DETAIL IS DRAWN) —
ANCH. ANCHOR DIV. DIVIDER/DIVISION HSTWY HOISTWAY PR PAIR THK THICK/ THICKNESS I * 48% AFF. MAX. Zew AT TOP AND BOTTOM
AB. ANCHOR BOLT DR. DOOR H.C. HOLLOW CORE PG. PAGE TS. THICKENED SLAB I = holy " OF RAMPS AND TOP
& AND D.O. DOOR OPENING HM. HOLLOW METAL PNL PANEL THD THREAD . | O N — o e - Sgg | oF sTARS DETAIL LOCATION INDICATION FOR ENLARGED PLANS REGISTRATION SEAL
ANG./ Lors  ANGLE DR. OP. DOOR OPERATOR HNYCB HONEYCOMB P.T.D. PAPER TOWEL DISPENSER THRESH. THRESHOLD & I Jzz = ‘
ANOD. ANODIZED DBL. DOUBLE HK HOOK P.T.WR. PAPER TOWEL WASTE THRU THROUGH © | ¥ * OPERABLE CONTROLS SHALL FALL WITHIN . -k ‘T% LINE OF RISER
APT. APARTMENT D.A. DOUBLE ACTING HORIZ. HORIZONTAL RECEPTACLE T. TILE | o FORWARD APPROACH REACH RANGES & 2 5= g ' S7 OREND OF DETAIL IDENTIFICATION NUMBER - ~
APPR. APPROVED D.H. DOUBLE HUNG HP HORSEPOWER PRL PARALLEL T./ TOIL. TOILET I REQUIRED BY CODE REGULATIONS gPos | 7 Rawp
APPROX. APPROXIMATE DWL. DOWEL H.B. HOSE BIBB PKG PARKING T.P.D. TOILET PAPER DISPENSER v e S g8 __ - 77T N s |2h5 M
ARCH. ARCHITECT/ARCHITECTURAL DN DOWN H.S.P. HOSE STAND PIPE P.BD PARTICLE BOARD T.P.H. TOLET PAPER HOLDER I % gn o Peow 1.
A- ARCHITECTURAL DRAWING-NO. D.S. DOWNSPOUT H.V.C. HOSE VALVE CABINET PRTN PARTITION T&G TONGUE AND GROOVE ' 15" AFF. MIN. = o ; N
AT. ASH TRAY DRN DRAIN HOSP HOSPITAL PASS. PASSAGE T&B TOP AND BOTTOM N ' :
o APr I TELLER MAGHINE DI RN T s PoT WATER Eon EAVENE e o S SHOWER HOOKS HELF TOWELBAR ~ TOWEL BF. SHELF  BARRER  CUP FACIAL HAND HAIR HANDRAIL
ASPH. ASPHALT D.T.C. DRAIN TILE CONNECTOR HWR HOT WATER RETURN PVMT PAVEMENT T/EL. TOP ELEVATION Above) SHEET IDENTIFICATION NUMBER - DA
ASSY. ASSEMBLY DWR DRAWER HWS HOT WATER SUPPLY PVG PAVING T/F TOP OF FOOTING CURTAIN AND SHELF BAR OR PURSE FREE DISPENSER  TISSUE DRYER DRYER EXTENSION (INDICATES SHEET NUMBER WHERE DETAIL IS DRAWN)
() AT DWG DRAWING HR. HOUR PED. PEDESTAL /6 TOP OF GUTTER ROD (Below) SHELF HOOKS DISPENSER
AUTO. AUTOMATIC D.F. DRINKING FOUNTAIN H.0. HUB OUTLET PERF. PERFORATED ™™ TOP OF MASONRY MAIL SLOT SECTIO o
ASR. AUTOMATIC SPRINKLER RISER D.B. DRY BULB HYD. HYDRANT/HYDRAULIC PERIM. PERIMETER 7P TOP OF PARAPET P = ECTION IDENTIFICATION
AUX. AUXILIARY D.S.P. DRY STAND PIPE H HYDROGEN PERM. PERMANENT /P TOP OF PAVEMENT 5; -
AVG. AVERAGE DBWTR DUMBWAITER PERP., PERPENDICULAR /R TOP OF RIM .
DUP. DUPLICATE P. or PHASE 175 TOP OF STEEL = §§ g 2 ?53&13 ﬁdﬂg’;‘;"'gﬁ‘;?,’;g“x&gg DRAWN OR REFERENCED)
D.DR. DUTCH DOOR PHOTO. PHOTOGRAPH /W TOP OF WALL 8| & g
P.H. PHYSICALLY HANDICAPPED TB. TOWEL BAR £ §m < l_l
PC. PIECE T.. TOWEL DISPENSER S g|g
B E I PCS. PIECES D & WR TOWEL DISPENSER AND g gg =T 1 1 . SECTl ON TlTLE
PLAS. PLASTER WASTE RECEPTACLE -— ;,;'a. “ —
B/B BACK-TO-BACK EA EACH 1.D. IDENTIFICATION PL. LAM. PLASTIC LAMINATE T.G. TRANSFER GRILLE = =l ¥ 5 5 5 Al.1 SCALE: 1/8" = 1’-0
B.F.P. BACK FLOW PREVENTER EF. EACH FACE INCAND. INCANDESCENT PL. PLATE TRFR TRANSFORMER = g — ® z g g
B.D.D. BACK DRAFT DAMPER EW. EACH WAY IN. or * INCH/INCHES PL. GL. PLATE GLASS TRAN. TRANSOM L = ik} A .| we SHEET IDENTIFICATION NUMBER
B.F. BARRIER FREE E EAST INCIN. INCINERATOR PLAT. PLATFORM T TREAD 7% 52 ot B ] 9| g & (INDICATES SHEET NUMBER WHERE SECTION IS DRAWN OR
B.B.R. BASE BOARD RADIATION ELFS. EXTERIOR INSULATION FINISH SYSTEM  INCL. INCLUDE/INCLUDING PLBG PLUMBING TD. TRENCH DRAIN w &EDE N[E M- 1 SHEET NUMBER(S) TO REFER To WHEN REFERENCED ON THE
B.PL BASE PLATE ELAST. ELASTOMERIC LW. INDIRECT WASTE PLWD PLYWOOD TS TUBE SECTION s SHEET WHERE THE SECTION 1S DRAWN)
BSMT BASEMENT ELAST. FLASH. ELASTOMERIC FLASHING INFO. INFORMATION PT POINT TV. TURNING VANE 3 3 N
B. BATH ROOM ELAST. WP.  ELASTOMERIC WATERPROOFING 1.D. INSIDE DIAMETER P.T. POINT OF TANGENCY TT. TWIN TEE -
BM BEAM ESR. ELASTOMERIC SHEET ROOFING LF. INSIDE FACE P.C. POINT OF CURVATURE TYP. TYPICAL EW.C HIGH-LOW FIRE FIRE FIRE HOSE  FIRE EXTINGUISHER = WALL ELECTRIC COAT ROD  BOOT SECTION LOCATION INDICATION CONSULTANT
B/C BACK OF CURB ELEC. ELECTRIC/ELECTRICAL INST'L. INSTALL/INSTALLATION POL. POLISH/POLISHED OR EW.C. EXTINGUISHER VALVE RACK OR AND WALL BRACKET ~ CABINET PANEL AND HAT  RACK
BRG BEARING ELEC. CL. ELECTRICAL CLOSET INSUL. INSULATE/INSULATION PVC POLYVINYLCLORIDE DRINKING OR CABINET CABINET VALVE SHELF (Below) SECTION IDENTIFICATION NUMBER
B.R. BEDROOM ELEC. CAB.  ELECTRICAL CABINET INT. INTERIOR PORC. PORCELAIN FOUNTAINS DRINKING
B.M. BENCH MARK EC. ELECTRICAL CONTRACTOR INTER. INTERMEDIATE PORC. ENAM.  PORCELAIN ENAMEL U FOUNTAIN
BT BENT E- ELECTRICAL DRAWING-NO. INV. INVERT POR. POROUS d (Above) 1) 1.
BETW. BETWEEN EP. ELECTRICAL PANEL IE. INVERT ELEVATION PORT. PORTABLE u.c. UNDERCUT @ ] < K VI, - - - VI,
BEV. BEVEL EWC ELECTRIC WATER COOLER POS. POSITION U.G. UNDER GROUND % % K— SHELVING
BIT. BITUMINOUS ELEC. OPER.  ELECTRICALLY OPERATED P.LV. POST INDICATOR VALVE uL UNDERWRITER'S LABORATORY REFER T * NOTE ABOVE g 5a LOCKSET/
B.I. BLACK-IRON EL. ELEVATION PLF POUNDS PER LINEAR FOOT ULT. ULTIMATE FOR CODE REQUIREMENTS =1 L VARES JE BACKSPLASH LATCHSET SHEET IDENTIFICATION NUMBER
BLK BLOCK ELEV. ELEVATOR PSF POUNDS PER SQUARE FOOT UNFIN. UNFINISHED % 48° AFE. WA, =~ ~ - — PR N LOCATION (INDICATES SHEET NUMBER WHERE SECTION IS DRAWN)
BLKG BLOCKING EMERG. EMERGENCY J PSI POUNDS PER SQUARE INCH UH. UNIT HEATER % g g . g N "
BD BOARD ENCL. ENCLOSURE PCF POUNDS PER CUBIC FOOT U.SUB UNIT SUBSTATION - -—3F"t——0-—— 35— ¢ o - - J12 ¥ 2 g L © ) ELEVATION IDENTIFICATION
BLR BOILER ENGR ENGINEER J.C. JANITOR CLOSET P.P POWER PANEL uv. UNIT VENTILATOR CONTROLS -—s] - —€- CONTROLS 2 o . ok— = —of-¢
BLR. F. BOILER FEED E/E END-TO-END JT JOINT P/C PRECAST USGS UNITED STATES GEOLOGICAL SURVEY P P R ~ 3 HARDWARE -
BLR. H. BOILER HOUSE ENTR. ENTRANCE/ENTRY JsT JoIsT P.T.R. PRECAST TERRAZZO RECEPTOR U.ON UNLESS OTHERWISE NOTED g o 'g ! e e —_ o8 KNOB OR ELEVATION IDENTIFIGATION NUMBER
BK. SH. BOOK SHELVES EP. EPOXY JB. JUNCTION BOX PREFAB. PREFABRICATED UR. URINAL E CENTER OF OUTLET w2 H T AT 5 § 5= 3 § LEVER (BF) (SAME NUMBER ON SHEET WHERE DRAWN OR REFERENCED)
B.S. BOTH SIDES EPDM ETHYLENE PROPYLENE DIENE JR JUNIOR PFN. PREFINISHED S e H e~ S, el VARKERBOARDS 24| - T8 L
B.W. BOTH WAYS MONOMER P.T.WD PRESERVATIVE TREATED WOOD < % (ce 3 ‘ OR CHALKBOARDS 5 2 | &
BOT. BOTTOM EQ. EQUAL P.G. PRESSURE GAUGE < 15" AFF. MIN. < 1 ELEV ATI O N TITLE
BOT. EL. BOTTOM ELEVATION EQUIP. EQUIPMENT P.RV. PRESSURE REDUCING VALVE v S .
BV ORI RD EQUV. A K PRM- PR PROJECTION LIGHT FIRE ALARM  THERMOSTAT ELEVATOR  ELECTRIC DUPLEX,  CLOCK WALL SIGNAGE OR MARKERBOARD, WALL AND BASE DOOR IXE SCALE: 1/8" = 1"-0"
BRKT BRACKET EST. ESTIMATE PROP. PROPERTY/PROPOSED VAC. VACUUM SWITCH PULL BOX (Above) PUSH TELEPHONE, OR SPEAKER PLAQUE CHALKBOARD AND CABINETS HARDWARE .
BR. BRASS EXC. EXCAVATED K.P. KICK PLATE P.L PROPERTY LINE V.B. VACUUM BREAKER DUPLEX OUTLET BUTTONS T.V. OUTLET WITH TACKBOARDS SHEET IDENTIFICATION NUMBER
BRK BRIK £ EXHAUST DuUCT A KILOVOLT AMPHERE b PURSE SHELF V.BARR.  VAPOR BARRER (B.F./STANDARD LIGHT SWITCH WALL LNE (INDICATES SHEET NUMBER WHERE ELEVATION IS DRAWN OR
o - . . — e SHEET NUMBER(S) TO REFER TO WHEN REFERENCED ON THE
BTU BRITISH THERMAL UNIT EF. EXHAUST FAN KW KILOWATT P.B. PUSH BUTTON VAR. VARIABLE HEIGHT) (Below) - 50" MIN. LENGTH HOSE WITH SHEET WHERE THE ELEVATION IS DRAWN)
BRZ BRONZE EG. EXHAUST GRILLE K KIP (10004) VARN. VARNISH Y r— HAND HELD OR ADJUSTABLE J LINE OF WALL
BLDG. BUILDING ER. EXHAUST REGISTER KIT. KITCHEN VNR VENEER 7 SPRAY UNIT ON BAR 1 ) ELEVATION INDICATION
B.L. BUILDING LINE EXIST. EXISTING K.S. KNEE SPACE V. PLAS. VENEER PLASTER FOLDED o NOTE: B.F. CONTROLS - :
B.U.R. BUILT-UP ROOFING EXP. EXPANSION K.D. KNOCK DOWN Q. V. VENT v FLUSH CONTROL VALVE 1. " ARE MOUNTED WITH-IN i (n.scr. OUTLET
B.N. BULLNOSE EXP.B. EXPANSION BOLT K.O.P. KNOCK-OUT PANEL —_— VIR VENT THRU ROOF Il . —_ THIS AREA SEE NOTE BELOW)
BLKD BULKHEAD Ed. EXPANSION JOINT Ty QUANTITY VENT. VENTILATE/ VENTILATION > = 2 2 3 N . co. H fﬁé@g{gg&”&g@?%ﬁ?ﬁg% OR REFERENCED) = PROJECT TITLE
BULL. BULLETIN EXPL.P. EXPLOSION PROOF or QUARRY TILE V.LF. VERIFY IN FIELD IR ~ = ! 2 COVER y 1. - -
BA. BURGLAR ALARM EXP'D EXPOSED L TR QUARTER Vs, VERSUS ro- 3 - g b g LINE OF | K N
BUZZ. BUZZER EXT'N EXTENSION VERT. VERTICAL/ VERTICALLY 2 g2 g = C =l SR 1)) e w I o I n
EXT. EXTERIOR QTR. RD QUARTER ROUND VERT. C. VERTICAL CURVE e—— % & 3 % i R NE b WALL BASE 1 yZ B 3 INDICATES DIRECTION OF VIEW OR MULTIPLE VIEWS
ELFS. EXTERIOR INSULATION FINISH LBL. LABEL VEST. VESTIBULE hRz " v TE X ) 26 NS NS ALY
SYSTEM LAB. LABORATORY V.I. VIBRATION ISOLATOR = (BF. MIN) .
C EH. EXTRA HEAVY LAD. LADDER VNY VINYL % SHEET IDENTIFICATION NUMBER c oo
B CABINET EXTR: R NED <TATIC PRESSURE e L ot /LAMINATED R Vel a8 VINYL COMPOSITION TILE BARRIER FREE BARRIER FREE  MEDICINE MOP STRIP BARRIER STANDARD SHOWER BARRIER FREE HAND WALL C.0. LAVATOIV NOTE: ANY ELECT. OUTLET (INDICATES SHEET NUMBER WHERE ELEVATION IS DRAWN)
: -3 : ‘@ A8 NEAR SINKS IN B.F. TOILET
C.UH. CABINET UNIT HEATER LDG LANDING - pyw— VRS, VINYL REDUGER STRIP SHOWER SEAT ~ MEDICINE CABINET AND SHELF FREE URINAL HEAD AND  HELD SHOWER HEAD e oF NEAR SHKS N B TOL
CAP. CAPACITY L- LANDSCAPE DRAWING-NO. RAD. or R RADIUS VIT. VITREOUS CABINET URINAL VALVES AND CONTROLS OBSTRUCTION 3310 36 AFF. T0 £ MATCH LINE INDICATION
CPT CARPET LGE LARGE RWC RAIN WATER CONDUCTOR VCP VITRIFIED CLAY PIPE + 0L a s e n a w
CRS. CARPET REDUCER STRIP F LDRY LAUNDRY R RAILROAD VOL. VOLUME
CSMT CASEMENT LAV. LAVATORY = V.D. VOLUME DAMPER
CSWRK CASEWORK FAB. FABRICATED/FABRIC LH. LEFT HAND A R e ey RECEVING v VOLTS LINE OF WALL LNE OF WALL —«]  VERTICAL LINE OF WALL 3“%%}%%"25‘%"3%’;%‘435? DRAWING) 2
CSG CASING F/F FACE-TO-FACE LH.R.B. LEFT HAND REVERSE BEVEL Rp REGEPTAGLE PANEL |, — LINE OF WALL 15" |, 1'-6", 1’6" % . GRAB BAR OR COMPARTMENT = n e rm e Ia e
C.. CAST IRON F. FIN. FACTORY FINISH LGTH LENGTH Eo (MIN-ADA) (USPS) @ 3-0 s | SHOWER CONTROLS % o
REC. RECESS : pr m LOCATION - SEE /A1) ZONE ‘A ZONE ‘A" £/A1.1)
C.LF. CAST IRON FRAME F.C.U. FAN COIL UNIT LEV. LEVEL REGT REGTANGLE/RECTANGULAR . i - (M) . » , == - - - i . .
C.LP. CAST IRON PIPE/CAST-IN-PLACE F.S. FAR SIDE LIB. LIBRARY RED. REDUCER % 1'-6 HZ -6 ;§ 24" 1-0 J NOTES ABOVE \A1.2/ 70NE 'B’ ZONE 'B' \AL.2J
CSTG CASTING FAS. FASTENER LT. LIGHT WD REDWOOD (MIN.) (MAX.) | (MIN) (MIN) 7 (MIN.) —e | VERTICAL GRAB BAR c o o I s r I c
CAT. NO. CATALOG NUMBER FOR FEEDER LPRF LIGHTPROOF REF. REFER/REFERENCE W 16", 1-6")7~ 3" (WAx) o GB. - LINE OF WALL SHEET IDENTIFICATION NUMBER
C.B. CATCH BASIN FT or FEET/FOOT L6 LIGHTING REFL. REFLECTED/REFLECTIVE N | ¢+ GRAB BAR " OR COMPARTMENT (INDICATES SHEET NUMBER WHERE DRAWING IS CONTINUED)
CLG. CEILING FPM FEET PER MINUTE L.P. LIGHTING PANEL REFR REFRIGERATOR WAINS WAINSCOT - (MIN-ADA) - (usPs) T Ch ] — B
c.D. CEILING DIFFUSER FN FENCE LR.P. LIGHTING RECEPTACLE PANEL REG REGISTER W.CAB. WALL GABINET ! | [F eS8 68 o LE B._ o A 173 5 South W a ner Ro ad
CLG. HT. CEILING HEIGHT F.BD. FORM BOARD LTWT LIGHTWEIGHT REINF REINFORCE/REINFORCING/ Weo WALL GLEAN OUT 3 | BN » S 23 DOOR INDICATION
CEM. CEMENT FIG. FIGURE LTWT. CONC.  LIGHTWEIGHT CONCRETE EEINFORGEMENT W WALL FYDRANT AN T =k = s 0 4
CEM. PLAS.  CEMENT PLASTER FIN. FINISH/FINISHED LMS LIMESTONE REM REMOVE/REMOVABLE Yy WALL-TO-WALL LERE] , | —W | Bl & T a.Fw |4 M Ann Arbor M'Ch'gan
CTR CENTER FIN. FLR/F.F.  FINISH FLOOR LTL LINTEL REP. REPAR Wy WALL VENT NENES i ; ‘ A& cel & WX, )
¢t CENTERLINE F.TR. FINNED TUBE RADIATION LIN. DIFF. LINEAR DIFFUSER REQ'D REQUIRED WHSE WAREHOUSE & | | =
c/c CENTER-TO-CENTER FA. FIRE ALARM LF. LINEAR FEET/FOOT RESIL RESILIENT WE WASH FOUNTAIN A
GER. CERAMIC L FACE. FIRE ALARM CONTROL PANEL Le LD SROPANE GAS RET. RETURN W, WASTE/ WATTS LAVATORY URINAL / | AL WATER CLOSET - RANSFER-TYPE | VR y 77\ DRAWING TITLE
gk : RA. RETURN AIR W&V WASTE AND VENT VALVE ON AMBULATORY .
C.BD. CHALKBOARD F.D. FIRE DAMPER LP.G. LIQUID PETROLEUM GAS SHOWER
CHAM CHAMFER FE FIRE EXTINGUISHER LL LIVE LOAD RAD. RETURN AIR DIFFUSER WR. WASTE RECEPTACLE ACCESSIBLE WATER CLOSET - ACCESSIBLE GRAB EAR G enera I I N f ormation
Shor CHANGE FEc FIRE EXTINGUISHER CABINET UR LIVING ROOM RAF. RETURN AIR FAN w.C. WATER CLOSET SIDE ACCESSIBLE COVPARTVENT LOCATIONS DOOR SWING INDICATION- DOOR SWING INDICATION- DOOR SWING INDICATION- DOOR SWING INDICATION-
CHAN. or T GHANNEL Fhe. FIRE HOSE CABINET LoG. LOCATION galj Eglgfg{lgﬁ\gs;%g INUTE wg m&s ﬁéﬁ%a NEW DOOR EXISTING DOOR NEW DOOR IN EXISTING FRAME EXISTING DOOR TO BE REMOVED
CHKD. PL. CHECKERED PLATE F.H. FIRE HYDRANT LKR LOCKER R RISER We WATERPROOFING
CHWR CHILLED WATER RETURN F.L. FIRE LINE LG LONG RH RIGHT HAND W.PREG WEATHERPROOFING
CHWS CHILLED WATER SUPPLY FR. FIRE RETARDANT/FIRE RATED LLH. LONG LEG HORIZONTAL RIRE RIGHT HAND REVERSE BEVEL W.STPG. WEATHERSTRIPPING ROOM. NAME AND NUMBER INDICATION DOOR IDENTIEICATION
CHD CHORD F.R.TWD FIRE RETARDANT TREATED WOOD  L.LV. LONG LEG VERTICAL ROW. RIGHT OF WAY wo WEIGHT
CIRCUM. CIRCUMFERENCE FV.C. FIRE VALVE CABINET LVR LOUVER Ay RVET WWF WELDED WIRE FABRIC
CIR. CIRCLE/CIRCULAR FP. FIREPLACE L.O. LOUVER OPENING RD ROAD W WEST SAMPLE DOOR TO ROOM SHALL REPEAT ROOM NUMBER
CIRC. CIRCUIT FPRFG. FIREPROOFING L.P. LOW POINT R.S.C ROLLING STEEL CURTAIN W.B WET BULB ASSIGNED TO ROOM. MULTIPLE DOORS TO
SR RO DREAKER R H e LPR. LOW PRESSURE RF ROOF W, WIDE/ WIDTH MATERIAL DESIGNATIONS ﬁgﬂg ROOM SHALL REPEAT ROOM NUMBER WITH A
&L GLaSS NS FLAT HEAD MACHINE SCREW LBS. or # POUNDS R.C. ROOF CONDUCTOR W_x_ WIDE FLANGE SECTION POSTSCRIPT LETTER FOR EACH ADDITIONAL DOOR
R.D. ROOF DRAIN wT WIDE FLANGE TEE SECTION ROOM IDENTIFICATION NUMBER REQUIRED.
CLRM CLASSROOM FHWS FLAT HEAD WOOD SCREW REH ROOF HATCH W.0 WINDOW OPENING
c.0. CLEAN OUT F.C. FLEXIBLE CONNECTION i e
R.S. ROOF SUMP W.GL. WIRE GLASS 101 / 101A 7 101B FOR NUMBER NEEDED
CLR CLEAR FLR FLOOR RV. ROOF VENTILATOR WM. WIRE MESH ELEVATION SECTION MATERIAL ELEVATION SECTION MATERIAL ELEVATION SECTION MATERIAL
CLR GL CLEAR GLASS F.C.0. FLOOR CLEAN OUT RFG ROOFING w/ WITH ROOM IDENTIFICATION BY FLOOR AND/OR DOOR IDENTIFICATION BY FLOOR AND/OR
SR W.aL CLEAR WIRE GLASS R PO ey M RT.U. ROOF TOP UNIT w/o WITHOUT ZONE SHALL BE AS FOLLOWS: ZONE SHALL BE AS FOLLOWS:
. . TIN- RM ROOM WD WOOD —— - T
CLo. CLOSURE FLUOR. FLUORE SCENT R.O. ROUGH OPENING W.L WORK LINE BRICK — = m FINISH HARDWOOD g . M TN VE RN GYPSUM DRYWALL (WALLBOARD) BASEMENT DOORS  «+++seeeer 001 ZONE A - A101 BASEMENT DOQRS  «+eeseseee 001 ZONE A -A101
L. COAT CLOSET FLDG FOLDING MACH MACHINE RND or p ROUND W.P WORK POINT ——— £ FIRST FLOOR DOORS_++++++ 101 ZONE B + B101 FIRST FLOOR DOORS_+++++ 101 ZONE B 8101
COEF. COEFFICIENT FTG FOOTING M.B. MACHINE BOLT o — :
RHMS ROUND HEAD MACHINE SCREW W.I. WROUGHT IRON SECOND FLOOR DOORS -+ 201 ZONE C - C101 SECOND FLOOR DOORS -+ 201 ZONE C --C101
cw COLD WATER M. BD FORMBOARD MACH. RM  MACHINE ROOM RHWS ROUND HEAD WOOD SCREW THIRD FLOOR DOORS -++++++ 301 THIRD FLOOR DOORS -++++++ 301
coL. COLUMN FDN FOUNDATION M.A.U. MAKE-UP AIR UNIT RT RUBBER TILE h >
co. COMPANY FR. FRAME M.D.P MAIN DISTRIBUTION PANEL ak - i .
COMPT. COMPARTMENT FR/COV. FRAME AND COVER M.S.B. MAIN SWITCH BOARD CONCRETE MASONRY UNITS (BLOCK) WOOD BLOCKING/ NAILER 1 ==—""=m=="T™  PLASTER OR VENEER PLASTER CONTINUES FOR AS MANY FLOORS REQUIRED. CONTINUES FOR AS MANY FLOORS REQUIRED.
COMPO. COMPOSITION FRMG FRAMING MAINT. MAINTENANCE X (Continuous) - .
CA COMPRESSED AR FRZR FREEZER MH. MANHOLE S
COMPR. COMPRESSOR F.S. FULL SIZE MFR MANUFACTURER
CONC. CONCRETE FURN. FURNISH/FURNISHED MAR. MARBLE AN SANITARY — COLUMN INDICATION NORTH INDICATION ISSUE DATES
C.M.U. CONCRETE MASONRY UNIT FURR. FURRING/FURRED MK MARK T WOOD BLOCKING/ NAILER e
CWR CONDENSING WATER RETURN FUT. FUTURE MAS. MASONRY R ANITARY NAKIN RECESAE Y SOLID CONCRETE MASONRY UNITS (Non-continuous) DT CEMENT PLASTER AND METAL LATH ASSUMED NORTH IF NOT
CWS CONDENSING WATER SUPPLY M.O. MASONRY OPENING SOHED ~CHEDULE : COLUMN IDENTIFICATION LETTER OR TRUE NORTH OR PLAN
COND. CONDUIT MATL MATERIAL N SCREEN \D YARD NUMBER FOR NEW CONSTRUCTION N NORTH WHERE TRUE
CONF. CONFERENCE MAX. MAXIMUM ok SEATING vp YIELD POINT A _ - B NORTH IS INDICATED BY
CONN. CONNECT G MECH. MECHANICAL SEQT SECTION Vs YIELD STRENGTH - PARTICLE. BOARD ARROW NOTATION
CONST. CONSTRUCTION M- MECHANICAL DRAWING-NO. SERV. SERVICE YR YEAR PREFACED CONCRETE MASONRY UNITS Eie L Scal (o M CERAMIC TILE (Large Scale)
C.J. CONTROL JOINT GA. GAUGE M.C. MEDICINE CABINET s SERVICE SINK (Large Scale)
CONT. CONTINUE/CONTINUOUS GAL. GALLON MED. MEDIUM STHG SHEATHING COLUMN IDENTIFICATION LETTER OR
CONTR. CONTRACTOR GPH GALLONS PER HOUR MEMB. MEMBRANE T SHEET NUMBER FOR EXISTING CONSTRUCTION
C.P. CONTROL PANEL GPM GALLONS PER MINUTE MET. METAL SHT. MET SHEET METAL 7 — A TRUE
CONV. CONVECTOR GALV. GALVANIZED M.D.S. METAL DIVIDER STRIP . - — PLYWOOD - - - NORTH
CNVYR CONVEYOR GALV. . GALVANIZED IRON M.ES. METAL EDGE STRIP SH.&R. SHELF AND ROD STRUCTURAL GLAZED FACING TILE —— ——— (Large Scale) TERRAZZO (Large Scale)
SHWR SHOWER y4o ZINC — 9
COR. CORNER G GAS M.L. METAL LATH S oR SHOWER CURTAIN ROD
C.G. CORNER GUARD GSKT GASKET M.L.& PLAS.  METAL LATH AND PLASTER SBR SHOWER DOOR
CORR. CORRIDOR/CORRUGATED G.V.&B. GATE VALVE AND BOX M.T. METAL THRESHOLD W IDEWALK . WALL TYPE NOTATION EWORK NOTATION
CPR COPPER GEN'L. GENERAL MET. W.P. METALLIC WATERPROOFING oM SIMILAR Il NN | — TYP CAS
CNTR COUNTER GL. GLASS MEZZ. MEZZANINE SOL. SINGLE CONCRETE | | | | | E==—=—==] 'ARDWOOD \ENEER PLYWOOD AUUUUUUUIULUL  CARPET (Large Scale)
CTSK COUNTERSINK 6Lz GLAZING MDOT MICHIGAN DEPARTMENT OF oK SINK JL LI (Large Scale) (Large Scale) WALL CONSTRUCTION TYPE NUMBER CASEWORK IDENTIFICATION NUMBER
CRS. COURSE GH.T. GLAZED HOLLOW TILE TRANSPORTATION oD SOAP DISPENSER AS LISTED IN "WALL TYPE LEGEND’ BASED ON MANUFACTURERS CATALOG 05-27-2020 FOR CONSTRUCTION - BID PACK 3
CoV. COVER G.B. GRAB BAR MWK MILLWORK vy 20LID CORE NUMBERS AS NOTED IN SPECIFICATIONS
COV. PL. COVER PLATE GR. GRADE/GRILLE MIN. MINIMUM ore SOUND TRANSMISSION CLASS OR ‘CASEWORK LEGEND® 05-01-2020 95% OWNER REVIEW
C.C.T. CUBICAL CURTAIN TRACK GB GRADE BEAM MIR. MIRROR —— PLASTIC LAMINATE CLAD PLYWOOD _100-
CU.FT. CUBIC FEET/ CUBIC FOOT GRAT. GRATING M.&S. MIRROR AND SHELF > eyl STONE/ SLATE/ OR GRANITE SIS (0 pARTICLE BOARD (Large Scale) VINYL COMPOSITION TILE (V.C.T.) O R ATES AT A1-100-36 12-06-2019 DESIGN DEVELOPMENT
CFM CUBIC FEET PER MINUTE G.L GRID LINE MISC. MISCELLANEOUS oPR SPARE (Large Scale) 08-13.2019 SCHEMATIC DESIGN
& Nt ¥y GRENSE o Mo e K SPKR SPEAKER KEYED NOTE INDICATION ADDENDUM INDICATION
CuLV. CULVERT G.S. GREASE SEPARATOR MOD. MODEL oPEG SPECIFICATIONS
c.D. CUP DISPENSER G.T. GREASE TRAP MON. MONUMENT : ] ]
oYL, CYLINDER GND GROUND M.S.&S. MOP STRIP AND SHELF SD. SPLITTER DAMPER R EARTH BATT OR BLANKET INSULATION 1o o SEALANT AND BACKER ROD KEYED NOTE IDENTIFICATION NUMBER DATE: ISSUED FOR:
SPRYD SPRAYED AN Large Scale) L
cYc. CYCLES G.F.l GROUND FAULT INTERRUPTOR M.O.D. MOTOR OPERATED DAMPER SPKLR SPRINKLER R R E arge Scale . AS LISTED IN ‘NOTES’ LEGEND. ADDENDUM NUMBER
cT GROUT MLDG MOULDING sQ SQUARE Depth Equal to Half Joint Width) (CURRENT REVISIONS SHALL BE SHOWN DRAWN
G, GUTTER ELEVATION MTD MOUNTED SF. SQUARE FEET/SQUARE FOOT ENCIRCLED BY A FREEFORM LINE)
GYP. GYPSUM MTG MEETING/MOUNTING oG STAGGERLD (PLAN NOTATION)
GYP-BD. GYPSUM BOARD oV, PARTN.  MOVEABIE PARTITION ST.STL STAINLESS STEEL POROUS FILL (GRAVEL OR STONE) RIGID INSULATION JOINT FILLER MATERIAL OR CHECKED
. . STD STANDARD ISOLATION JOINT FILLER (Large Scale) BULLETIN INDICATION
MULL MULLION <P STANDPIPE KEYED NOTE IDENTIFICATION NUMBER
M THOUSAND (1000) op. STATIC PRESSURE AS LISTED IN ‘NOTES' LEGEND. APPROVED
ey Slaivi M BULLETIN NUMBER
STL STEEL COMPACTED DRAINAGE FILL (SAND) LI [T 11 ACOUSTICAL CEILING TILE OR PANEL (DEMOLITION NOTATION) (CURRENT REVISIONS SHALL BE SHOWN
STL. PL. STEEL PLATE S C 2 |: E COLD FORMED METAL FRAMING ENCIRCLED BY A FREEFORM LINE)
STIFF. STIFFENER
N STO. FR. STOREFRONT PROJECT NO.
NAT. NATURAL STOR. STORAGE g STAIR DIRECTION NOTATION DRAWING DIMENSION LINE INDICATION
N.S. NEAR SIDE . STRA! MARBLE
NEUT. NEUTRAL StrucT STRUCTURAL [ ORUCTURAL STEEL SHAPES STAR DIRECTION NOTE: DO NOT SCALE
NRC NOISE REDUCTION COEFFICIENT : (Continuous Sections Hatched or Solid, 10T. (11 R TO FLOOR ABOVE (UP) :
s- STRUCTURAL DRAWING-NO. . . UP (DN) DRAWINGS WITHOUT
NOM. NOMINAL Non-continuous Sections Open) OR BELOW (DOWN) -
o o Sern. ST oUgED ek e T 7 el L E s
N NORTH SS.D SUBSOIL DRAIN ‘ (Lorae Soaiey TOUS METAL // GLASS (Large Scale) OR RISERS) IN STAR RUN ! T a1
NOS NOSING 0. 1 (Large Scale) 7 1 ( ) :
: SS.D.C. SUBSOIL DRAIN CONNECTION :
N.L.C. NOT-IN-CONTRACT
NT.S. NOT-TO-SCALE SuB. SUBSTATION e MATERIAL OR WORK DIVISION NOTATION DRAWING NOTATION INDICATION DRAWING NO.
NO. or # NUMBER A6 :
S.D. SUPPLY DIFFUSER/ DUCT \ ~
SUBST. SUBSTITUTE “ z ALUMINUM AND NON-FERROUS // GLASS (Small Scale MATERIAL ‘A’ MATERIAL °B' MATERIAL NOTATION AND INFORMATION
METAL (Large Scal 7 ( ) -
S.AR. SUPPLY AIR REGISTER i (Large Scale) 7 (NEW CONST) (EXIST. CONST) «—— (REFER TO TECHNICAL SPECIFICATIONS
S.F. SUPPLY FAN : L\/ : : FOR MATERIAL DESCRIPTIONS AND METHODS n
.(JOINT BETWEEN MATERIALS OF CONSTRUCTION)
OR CONSTRUCTION WORK
DVISION LINE)
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2-HOUR FIREWALL BUILDING CODE: 2015 MICHIGAN BUILDING CODE
SEPARATION AT BUILDING S
LINE, TYP. TYPE OF PROJECT: ADDITION & INTERIOR ALTERATIONS
PRIMARY USE GROUP: E - EDUCATION
MIXED USE GROUPS: NON SEPARATED
(POOL CHEMICAL STORAGE (H-4) SEPARATED PER MBC 508.4)
REQUIRED SEPARATION
OF OCCUPANCIES: NONE REQUIRED
EXISTING CONSTRUCTION
CLASSIFICATION: I1-B (MBC) / 11(000) (LSC)
EXISTINGGYMAND ___ PROPOSED CONSTRUCTION
POOL TO REMAIN CLASSIFICATION: II-B (MBC) / 11{000) (LSC)
PROPOSED BUILDING AREA:

]\

L)

8
s

AN |
2-HOUR FIREWALL
NOTE: SEPARATION AT BUILDING
ALL BUILDINGS ARE TYPE IIB (MBC)  11(000) (LSC) LINE, TYP.
N@ KEY PLAN
N.T.S.
ROOM TAG LEGEND
S — LINE OF TRAVEL

C —=—— ROOM USE KEY
35 act —~——— OCCUPANT LOAD (ACTUAL LOAD - SHOWN ONLY AT CLASSROOMS)
40 calc —~—— OCCUPANT LOAD (AS CALCULATED PER MBC TABLE 1004.1.2/ LSC TABLE 7.3.1.2) *
700 sq. ft. ——— GROSS SQUARE FOOTAGE OF ROOM

: CALCULATED OCCUPANT LOAD OF ROOM OR CUMULATIVE OCCUPANT LOAD AT
0 EGRESS COMPONENT (LSC 7.3.1.2, MBC TABLE 1004.1.2)

0 : CAPACITY OF EGRESS COMPONENT

- PER NFPA 101 (2012), TABLE 7.3.3.1

- PER MBC (2015), SECTIONS 1005.3.1 AND 1005.3.2

** OCCUPANT LOAD AT EARLY CHILDHOOD CLASSROOM BASED
UPON "LICENSING RULES FOR CHILD CARE CENTERS"

DOUBLE FIRE WALL SEPARATION BETWEEN BUILDING 5 AND BUILDINGS 1, 2, 3, & 4 FOR SIZE
COMPLIANCE (LSC 14.1.6.1 / MBC 503.1, 706)
BUILDING 1: FIRST LEVEL - 11,623 SF
BUILDING 2: FIRST LEVEL - 11,590 SF
BUILDING 3: FIRST LEVEL - 11,687 SF
BUILDING 4: FIRST LEVEL - 11,590 SF
BUILDING 5: FIRST LEVEL - 84,222 SF

POOL BASEMENT - 1,627 SF

ALLOWABLE AREA:

BUILDING 1: IIB (SPRINKLERED)
FRONTAGE INCREASE:

TOTAL ALLOWABLE AREA 1 LEVEL:

58,000 SF (MBC TABLE 506.2)
NONE REQUIRED
58,000 SF (ACTUAL AREA = 11,623 SF)

BUILDING 2: IIB (SPRINKLERED)
FRONTAGE INCREASE:

TOTAL ALLOWABLE AREA 1 LEVEL:

58,000 SF (MBC TABLE 506.2)
NONE REQUIRED
58,000 SF (ACTUAL AREA = 11,590 SF)

BUILDING 3: IIB (SPRINKLERED)
FRONTAGE INCREASE:

TOTAL ALLOWABLE AREA 1 LEVEL:

58,000 SF (MBC TABLE 506.2)
NONE REQUIRED
58,000 SF_(ACTUAL AREA = 11,687 SF)

BUILDING 4: IIB (SPRINKLERED)
FRONTAGE INCREASE:

TOTAL ALLOWABLE AREA 1 LEVEL:

58,000 SF (MBC TABLE 506.2)
NONE REQUIRED
58,000 SF (ACTUAL AREA = 11,590 SF)

BUILDING 5: IIB (SPRINKLERED)
FRONTAGE INCREASE:

58,000 SF (MBC TABLE 506.2)

If =[(1,313/1,740) - 0.25] / 30/30 = 50%
58,000 x 50% = 29,000

58,000 + 29,000

TOTAL ALLOWABLE AREA 1ST LEVEL: 87,000 SF_(ACTUAL AREA = 84,222 SF)

BULIDING TOTAL ACTUAL AREA:

130,712 SF (INCL. 12,378 SF EXISTING TO REMAIN)

!

FIRE EXTINGUISHER LEGEND

FE«q  BRACKET MOUNTED FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER AND CABINET

FIRE EXTINGUISHERS TO BE AT THE FOLLOWING LOCATIONS:

- SPECIAL HAZARDS (MBC 906.1)

- 75' MAX. TRAVEL DISTANCE TO EXTINGUISHER (NFPA 10 6.2.1.1)

- 3,000 sf MAX. FLOOR AREA PER EACH 2-A EXTINGUISHER (NFPA 10 6.2.1.1)

- ADJACENT TO KITCHEN OR COOKING AREA (LICENSING RULES FOR CHILD CARE CENTERS)

OPEN SPACE OF MIN. 30

<
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Q,' (90

%

ALLOWABLE HEIGHT:

ACUTAL HEIGHT:

EXIT ACCESS TRAVEL DISTANCE:

FIRE SPRINKLER SYSTEM:

COMMON PATH OF TRAVEL:

FIRE ALARM SYSTEM:

75 FT. - 3 STORIES
16 FT - 1 STORY (WITH PARTIAL EXIST. POOL BASEMENT)

250' (SPRINKLERED)
100' (SPRINKLERED) (LSC 14.2.5.3.1)

YES - SUPERVISED AUTOMATIC SPRINKLER SYSTEM

(THROUGHOUT)
FIRE SUPPRESSION TO BE INSTALLED IN NEW CONSTRUCTION
FIRE SUPPRESSION TO BE ADDED TO EXISTING TO REMAIN

FIRE DEPARTMENT CONNECTION:

YES - SEE ELECTRICAL DWGS

YES - SEE CIVIL DWGS FOR LOCATION

A4

A RCHTITTET CTURE

TMP ARCHITECTURE INC

1191 WEST SQUARE LAKE ROAD
BLOOMEFIELD HILLS - MICHIGAN - 48302
PH -248.338.4561 FX -248.338.0223
EM - INFO@TMP-ARCHITECTURE.COM

~ Mouat

MR ERatin Fort S i e e O, Pl ST SRR Ol
FAA-EERT

M'il{:ﬁhell

CGLFFOY B 7 el Diad - a1 Pllo Rl G Pl T Eehe i md Do b corm

REGISTRATION SEAL

CONSULTANT

PROJECT TITLE

New High Point
School

Washtenaw
Intermediate

School District

1735 South Wagner Road
Ann Arbor, Michigan

LIFE SAFETY PLAN LEGEND

NOTE: SEE LSG FOR FULL LIFE SAFETY PLAN LEGEND AND NOTES AND DATA

T © ® e ?2-HOUR FIRE WALL FOR ALLOWABLE AREA COMPLIANCE

GIIED © ® &S (|SC 14.1.6.1/ MBC 503.1, 706)

- FIRE DAMPER ARE REQUIRED AT DUCT PENETRATIONS (MBC 706.11)
- CONTINUITY / TERMINATIONS (MBC 706.5, 706.6)

- NO ROOF PENETRATIQNS WITHIN 4'-0" OF FIRE WALL (MBC 706.6[2])

e 1-HOUR FIRE RESISTANCE RATING (MBC 706.5.1[1])

- CONTINUATION OF FIRE RESISTANCE RATING AT FIRE WALL

OCCUPANT LOAD FACTORS
EDUCATIONAL
CLASSROOMS .......covreenininesssssssssssessasssssesssssssssssees 1/20 sf (net)
EARLY CHILDHOOD CLASSROOM (TODDLERS)......... 1/50 sf (net)
EARLY CHILDHOOL CLASSROOM (PRESCHOOL)....... 1/35 sf (net)
SCIENCE LABS .......coienieeiseneseesesssssssssssssssessessesssssssns 1/50 sf (net)
ART STUDIOS ......ooorererrinrresrssssersessessessessesssssesssssssssnss 1/50 sf (net)
ASSEMBLY
CAFETORIUM (TABLES & CHAIRS) .......cecrennimnensnnnenns 1/15 sf (net)
MULTI-PURPOSE (CHAIRS ONLY)......cocoserermimrensesssenns 117 sf (net)
KITCHEN ..o e sessesssessessssssesssssssessssnsnes 1/100 sf (gross)
SERVERY ..o ssssns 1/15 sf (net)
PLATFORMS .......cconirininnisninsssnsssesssssessssss s sssssens 1/15 sf (net)
LEARNING RESOURCE CENTER (MEDIA OR LIBRARY)
= STACK AREAS ... ssssessssessesssssssseasens 1/100 sf (gross)
= READING AREAS .........coooninirreesisesesesesssssessssssssnens 1/50 sf (net)
COMMON AREAS.........ccocrimrerirrssssssessessensesssssssssssssssenss 1/15 sf (net)
MUSIC ROOMS.........ccnsrirerensesesessessessesssssssssssssssssenas 1/15 sf (net)
CONFERENCE ROOMS.........coonmimnirmmmnsessnnsesessssssssesns 1/15 sf (net)
WORKROOMS.........oorerrirrenesrsessessrsessesssssssessessssessssnes 1/100 sf (gross)
GYMNASIUM
- FLOOR (MAIN COURT/SIDELINES)..........conseuseninsennens 1/15 sf (net)
- BLEACHER SEATING .......ccooremrrirernesesessensesssssenees 1/18 lineal in.
NATATORIUM
= WATER SURFACE ........ccoorinirnrirreesesesessesssssssssssnens 1/50 sf (gross)
=POOL DECK ..o sssssesssssssssens 1/15 sf (gross)
LOCKER/SHOWER ROOMS ...........cocovmmrremererrensensssessens 1/15 sf (gross)
BUSINESS
OFFICE ... sssssessssssessssssssssessssessenses 1/100 sf (gross)
RECEPTION AREAS ........cooovensrrmrressessssesssssssessessssessenees 1/100 sf (gross)
STAFF PLANNING, WORK ROOMS .........coconuereummeirnnenae 1/100 sf (gross)
CONFERENCE ROOMS .........coooererirrmrsersensensensessesseaees 1/15 sf (net)
STORAGE
GENERAL STORAGE .........ooonirrnesrresesesessssesssssssenns 1/300 sf (gross)
RECEIVING AREAS ........coocnurmmrenmmsessesssessssssssssesssssssense 1/300 sf (gross)
MECHANICAL ......ooverrrerrenesrressessssessesssssssesssssssesssssssense 1/300 sf (gross)
ROOM USE LEGEND
AD ADMINISTRATION SUITE N NATATORIUM
AS ART STUDIO

0 OFFICE
c CLASSROOM OR OBSERVATION ROOM

CA CAFETORIUM (DINING + MULTI-PURPOSE) 0s OUTDOOR STORAGE
CF CONFERENCE ROOM

CL CLINIC P PLATFORM

cp CANOPY PC POOL CHEMICAL STORAGE
PE POOL EQUIPMENT

E ELECTRICAL PM POOL MECHANICAL

EC EARLY CHILDHOOD CLASSROOM PR PREP ROOM

ES ASSISTIVE EQUPIMENT STORAGE

QR QUIET ROOM
FA FIRST AID

RE RECEIVING
GM GYMNASIUM

S STORAGE
JC JANITOR CLOSET SC SCIENCE CLASSROOM
SF STAFF LOUNGE
K KITCHEN SH SHOWERS
KL KITCHENETTE + LAUNDRY SM SNOW MELT CONTROL
KS KITCHEN STORAGE ST SCHOOL STORE
SV SERVERY
L LOBBY
LD LOADING DOCK T TOILET
LR LOCKER ROOM TC TECH CLOSET
LS LIFE SKILLS LAB TP TEACHER PLANNING
LY LAUNDRY TR TRAINING ROOM
mC MEDIA CENTER v VESTIBULE
ME MECHANICAL/ELECTRICAL
MR MUSIC ROOM w WORK ROOM
MS GROSS MOTOR SKILLS Wi WALK-IN COOLER OR FREEZER

MT MEETING ROOM

- OPENINGS TO BE 0.75 HOUR OPENING PROTECTION
- CONTINUE MINIMUM 4'-0" BEYOND EACH SIDE OF FIRE WALL INTERSECTION
- WALL INTERSECTIONS.GREATER THAN 180 DEGREES EXEMPTED

®O®®®®®®® SMOKE PARTITION FOR EGRESS CORRIDORS (LSC 14.3.6[2])

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS THAT DO NO COMMUNICATE WITH
CORRIDORS (LSC 8.4.6.2 & NFPA 90A 5.3.1.1)
- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (LSC 8.4.6.2)

casssssssssss» SMOKE PARTITION FOR PROTECTION FROM HAZARDS / INCIDENTAL USES

(LSC 14.3.2.1[1], 8.7.1.2/ MBC 509.4.2)
- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS (LSC 8.4.6.2 & NFPA 90A, 5.3.1.1.1)
- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (LSC 8.4.6.2 / MBC 509.4.2)

eaamm» o ammm® 1-HOUR FIRE BARRIER FOR SCIENCE LABS (LSC 14.3.2.5, 8.7.4, & NFPA 45 5.1.3)

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS

(LSC 8.3.5.7,9.2.1 & NFPA 90A 5.3.1.1.1 / MBC 717.5.2, EXCEPTION NO. 3)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (MBC 509.4.2)

- MASTER GAS SHUT-OFFS REQUIRED, OUTSIDE OF FIRE BARRIER SEPARATION, WHEN 3 OR MORE GAS
OUTLETS ARE PROVIDED (LASC 14.3.2.5.1)

2-HOUR FIRE BARRIER FOR WIRING, EMERGENCY SYSTEMS (NEC 700.10)

e e» emss e» es» 2-HOUR FIRE BARRIER FOR PROTECTION FROM HAZARDS / INCIDENTAL USES

(MBC 508.4, 509.4.2 /| NFPA 30 4.4.2)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)
- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

1-HOUR FIRE BARRIER FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(MBC 509.4.2 & NFPA 30 4.4.2.7)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)

- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

1-HOUR RATED FIRE BARRIER FLOOR CONSTRUCTION (MBC 707.3.9)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)
- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

EXISTING CONSTRUCTION TO REMAIN - FIRE SUPPRESSION TO BE ADDED

DRAWING TITLE

Life Safety Plan General
Notes

ISSUE DATES

05/27/2020  FOR CONSTRUCTION-BID PACK 3

05/01/2020  95% REVIEW

03/16/2020  FOR CONSTRUCTION - BID PACK #2

DATE: ISSUED FOR:
DRAWN dco
CHECKED don

APPROVED ¢

PROJECT NO.

19040

DRAWING NO.

LSG-BP3
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BUILDING § | BUILDING 4

3 T T
B s C C C C
B — 25 act 25 act 25 act S 25 act
EXIT EXIT EXIT EXIT DT " 40 calc 40 calc 40 calc .ﬁi 1 40 calc
EXIT 1 810 SF 810 SF 810 SF 148 SE 810 SF
0 ‘ e, T 1k
L) 7 1 V 1JC 25 25 25 26
E2y . CF i ' A e B3 TCy s :
. ‘ 20604 .
| . ! 9 ' \ i 6“ " - _ _ _ _ QR
. ‘ 132 SF i | . " B B SR B - -
: / ‘= f ‘ | S 0 FEC 56 SF =
. | . LS T - T fop L :
- ~ 19 FEC o 25 25 27! PR 452
S R A 928 SF I(?)L FEC * 48 ' FEC
LR ) 194 SF
oo o MC | 236 SF ., C C C | C
' & / 1 95 ‘ " 25 act 25 act 25 act 25 act
) / 124 SF 2,730 SF W FEC N 40 calc 40 calc 40 calc W 40 calc
AV 2 J ~ S 810 SF 810 SF 810 SF A 810 SF
W 187 SF T 224 SF
] <2
s 1 | 173 SF |
------- 1 93sE B | R
) ‘
: : | 1-HOUR FIRE RESISTANCE RATING
T T T : o e e a < : T T 188 EXTENSION MIN. 4'-0" BEYOND EACH
L. N— ’ SIDE OF FIRE WALL INTERSECTION
FEC N BUILDING 5 | BUILDING 4
- L L LI ) ) Bl | 1-HOUR FIRE RESISTANCE RATING
1‘6/6 N EXTENSION MIN. 4'-0" BEYOND EACH
¢ | T e T AT AR 1 SIDE OF FIRE WALL INTERSECTION
SV A\ y \ ) E ' STA'R*G ' j B T S
21 . SR ) o - 112 SF 113SF | 23 . GF . 2
313SF -, . 3 ST ys L O T V2V
\ 7 . 27298F i/ - | R C C C 224 SF C
N ,’ ' I \ i 25 act 25 act 25 act 25 act
5 , ‘ 1 94 SF \ ' N 1 .
M E . \ , ) ' ' E . 1— 63 SF 40 calc 40 calc 40 calc 40 calc
7 ,\ KS _ 5 ) L 810 SF 810 SF 810 SF PR 810 SF
1,845 SF 15 — AN [ ' ES ‘ ¥ I T FEc. 4 V FEC
‘ o 14598F o 18 . o 4 Cgl JCI' T 26 25 27 194 SF 4 2
KS v 3 S e = WLl =L el e e e s ‘
! V4 I / ' BN N B _
OS Iﬁ ﬁ\ WI1 TO ¢ ’ \‘ . / ' ‘ - 0 2 49 - - = - - - - T - -
/ | | | 338 SF 26818F 1% L \ . O s
FE S ' ! ; e - -
110 SF ol & 94 SF T | . 4w DY = I 1 (N . ECL el TpRatL k
‘ ] | —5
J 2-HOUR FIRE BARRIER FOR FE = 12 . KLFEC 25 T 25 I 3 : FEE
EXIT PROTECTION FROM HAZARDS / PC ‘ 1,189 SF ' \ g
INCIDENTAL USES TO SEPARATE ‘ 114 SF v 3 C C C 139 SF C
POOL ACID STORAGE (H-4) - ’ S ’ 236 SF
EXI?f S N\ ‘ 3 4 . 25 act 25 act 25 act i 25 act
PROVIDE KNOXBOX. , 40 calc 40 calc 40 calc 40 calc
COORDIATE MOUNTING \ | 747 SF ] R o*
LOCATION & HEIGHT WITH RE I : Lo BN S ' 810 SF T 810 SF 810 SF W 810 SF
SCIO CHARTER TOWNSHIP 2 1 y 1 2
FIRE DEPARTMENT 471 SF : 174 SF <—2 224 SF
Fec MS (. e 1-HOUR FIRE RESISTANCE RATING
) S 20 — : EXTENSION MIN. 4'-0" BEYOND EACH
. \ : TC —1 974 SF : ‘ SIDE OF FIRE WALL INTERSECTION
o ; 150 SE| 169 SF , ', BUILDINGS | BUILDING 3
' B kwal 2 = 1-HOUR FIRE RESISTANCE RATING
2 \ , 41~ b S EXTENSION MIN. 4'-0" BEYOND EACH
225 SF" . i ! \ \ SIDE OF FIRE WALL INTERSECTION
: , VL rae
TC 7 ' LR - LR I \ : ‘ CF " T
) ' 36 g 36 : " . - 12 " T T
C C C QR — Id ; 540 SF 540 SF : © 172 SF C C C C
25 act 25 act 25 act 1 /./ : ; l ) ETC 25 act T 25 act 25 act 25 act
40 calc 40 calc 40calc  74SF . . S e - - / S FEC . v 40 calc S 40 calc 40 calc 40 calc
810 SF 810 SF 810 SF T 1) \ ‘ K : 810 SF 41 810 SF 810 SF OB 810 SF
i UIST U  = E | A F— s ..l _131SE 120 SF ) 5
25 25 25 1 T o g JC|' T = 26 * 25 25 196 SF 25
EXIT - [ t ............ i..l ........... } ’< T [T I l ) 1l -l. ....................... l -L--l.z--..— .......... .
| S A s [ S - QR
paiiil L ~ _ R o ACCESS ‘ , ' - B L _
; \ CONTROL / ' ‘\ — I " - 56181: ‘ ) - ) ) ) ) - 1
PROVIDE , DOORS _J \ ‘
KNOXBOX. |~ _ ... 8 | T \ ,’ S y 60 i R | =1 N FEC ... =71 I N _
COORDIATE 7 ‘ 1 ETC . e T T T T
MOUNTING 25 25 25 | ‘ 295 SF ) ‘ \ FEC\s 25 25 25 29
LOCATION & . ! L KL T T
HEIGHT WITH , j I 3
e C C C. or - o5 n C C C C
DEPARTMENT 25 act 25 act 25 act Q ' ‘ ) " 25 act 25 act 25 act 25 act
40 calc 40 calc 40 calc 1 T ‘ . i 40 calc 40 calc 40 calc 40 calc
810 SF 810 SF 810SF  75sF , _ . | GM : : S 810 SF T 810 SF 810 SF T 810 SF
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LIFE SAFETY PLAN - FIRST LEVEL

LIFE SAFETY PLAN LEGEND

NOTE: SEE LSG FOR FULL LIFE SAFETY PLAN LEGEND AND NOTES AND DATA

eumm» © ® e 2-HOUR FIRE WALL FOR ALLOWABLE AREA COMPLIANCE
GEIED © © &= (| SC 14.1.6.1 / MBC 503.1, 706)

- FIRE DAMPER ARE REQUIRED AT DUCT PENETRATIONS (MBC 706.11)

- CONTINUITY / TERMINATIONS (MBC 706.5, 706.6)

- NO ROOF PENETRATIQNS WITHIN 4'-0" OF FIRE WALL (MBC 706.6[2])

e 1-HOUR FIRE RESISTANCE RATING (MBC 706.5.1[1])

- CONTINUATION OF FIRE RESISTANCE RATING AT FIRE WALL

- OPENINGS TO BE 0.75 HOUR OPENING PROTECTION

- CONTINUE MINIMUM 4'-0" BEYOND EACH SIDE OF FIRE WALL INTERSECTION
- WALL INTERSECTIONS.GREATER THAN 180 DEGREES EXEMPTED

@SOS ®®®®® SMOKE PARTITION FOR EGRESS CORRIDORS (LSC 14.3.6[2])

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS THAT DO NO COMMUNICATE WITH
CORRIDORS (LSC 8.4.6.2 & NFPA 90A 5.3.1.1)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (LSC 8.4.6.2)

casssssssssse SMOKE PARTITION FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(LSC 14.3.2.1[1], 8.7.1.2/ MBC 509.4.2)

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS (LSC 8.4.6.2 & NFPA 90A, 5.3.1.1.1)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (LSC 8.4.6.2 /| MBC 509.4.2)

exmm» © e 1-HOUR FIRE BARRIER FOR SCIENCE LABS (LSC 14.3.2.5, 8.7.4, & NFPA 45 5.1.3)

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS

(LSC 8.3.5.7,9.2.1 & NFPA 90A 5.3.1.1.1 / MBC 717.5.2, EXCEPTION NO. 3)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (MBC 509.4.2)

- MASTER GAS SHUT-OFFS REQUIRED, OUTSIDE OF FIRE BARRIER SEPARATION, WHEN 3 OR MORE GAS
OUTLETS ARE PROVIDED (LASC 14.3.2.5.1)

_____ 2-HOUR FIRE BARRIER FOR WIRING, EMERGENCY SYSTEMS (NEC 700.10)

e e» e=ms e» esw 2-HOUR FIRE BARRIER FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(MBC 508.4, 509.4.2 /| NFPA 30 4.4.2)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)

- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

1-HOUR FIRE BARRIER FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(MBC 509.4.2 & NFPA 30 4.4.2.7)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)

- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)
1-HOUR RATED FIRE BARRIER FLOOR CONSTRUCTION (MBC 707.3.9)
- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)
- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)
- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

EXISTING CONSTRUCTION TO REMAIN - FIRE SUPPRESSION TO BE ADDED
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REGISTRATION SEAL

ROOM USE LEGEND
AD ADMINISTRATION SUITE N NATATORIUM
AS ART STUDIO
0 OFFICE
c CLASSROOM OR OBSERVATION ROOM
CA CAFETORIUM (DINING + MULTI-PURPOSE) 0s OUTDOOR STORAGE
CF CONFERENCE ROOM
CL CLINIC P PLATFORM
cP CANOPY PC POOL CHEMICAL STORAGE
PE POOL EQUIPMENT
E ELECTRICAL PM POOL MECHANICAL
EC EARLY CHILDHOOD CLASSROOM PR PREP ROOM

ES ASSISTIVE EQUPIMENT STORAGE

QR QUIET ROOM
FA FIRST AID

RE RECEIVING
GM GYMNASIUM

S STORAGE
JC JANITOR CLOSET SC SCIENCE CLASSROOM
SF STAFF LOUNGE
K KITCHEN SH SHOWERS
KL KITCHENETTE + LAUNDRY SM SNOW MELT CONTROL
KS KITCHEN STORAGE ST SCHOOL STORE
SV SERVERY
L LOBBY
LD LOADING DOCK T TOILET
LR LOCKER ROOM TC TECH CLOSET
LS LIFE SKILLS LAB TP TEACHER PLANNING
LY LAUNDRY TR TRAINING ROOM
mC MEDIA CENTER v VESTIBULE
ME MECHANICAL/ELECTRICAL
MR MUSIC ROOM w WORK ROOM
MS GROSS MOTOR SKILLS Wi WALK-IN COOLER OR FREEZER

MT MEETING ROOM

CONSULTANT

ROOM TAG LEGEND

— LINE OF TRAVEL

C ——— ROOM USE KEY
35 act ———— OCCUPANT LOAD (ACTUAL LOAD - SHOWN ONLY AT CLASSROOMS)
40 calc ——— OCCUPANT LOAD (AS CALCULATED PER MBC TABLE 1004.1.2/ LSC TABLE 7.3.1.2) *
700 sq. ft. —«=—— GROSS SQUARE FOOTAGE OF ROOM

0 : CALCULATED OCCUPANT LOAD OF ROOM OR CUMULATIVE OCCUPANT LOAD AT
EGRESS COMPONENT (LSC 7.3.1.2, MBC TABLE 1004.1.2)

0 : CAPACITY OF EGRESS COMPONENT

- PER NFPA 101 (2012), TABLE 7.3.3.1

- PER MBC (2015), SECTIONS 1005.3.1 AND 1005.3.2

** OCCUPANT LOAD AT EARLY CHILDHOOD CLASSROOM BASED
UPON "LICENSING RULES FOR CHILD CARE CENTERS"

PROJECT TITLE

New High Point
School

Washtenaw
Intermediate

School District

1735 South Wagner Road
Ann Arbor, Michigan

FIRE EXTINGUISHER LEGEND

FE«  BRACKET MOUNTED FIRE EXTINGUISHER

FEC FIRE EXTINGUISHER AND CABINET

FIRE EXTINGUISHERS TO BE AT THE FOLLOWING LOCATIONS:

- SPECIAL HAZARDS (MBC 906.1)

- 75" MAX. TRAVEL DISTANCE TO EXTINGUISHER (NFPA 10 6.2.1.1)

- 3,000 sf MAX. FLOOR AREA PER EACH 2-A EXTINGUISHER (NFPA 10 6.2.1.1)

- ADJACENT TO KITCHEN OR COOKING AREA (LICENSING RULES FOR CHILD CARE CENTERS)
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1-HOUR RATED FIRE BARRIER
FLOOR CONSTRUCTION
(BASEMENT TO FIRST FLOOR)

LIFE SAFETY PLAN - POOL BASEMENT

DRAWING TITLE

F

irst Level and Basement

Level Life Safety Plans

ISSUE DATES

05/27/2020  FOR CONSTRUCTION-BID PACK 3
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SCALE: 1/16" = 1"-0"
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C:\Revit Files\19040d New High Point Schoo

5/26/2020 2:35:04 PM

NO CLERESTORY THIS
AREA

SHADED AREA INDICATES
LOW ROOF

SHADED AREA INDICATES

LOW ROOF

SHADED AREA INDICATES

LIFE SAFETY PLAN LEGEND

NOTE: SEE LSG FOR FULL LIFE SAFETY PLAN LEGEND AND NOTES AND DATA

LOW ROOF

NO CLERESTORY
THIS AREA

eumm» © ® e 2-HOUR FIRE WALL FOR ALLOWABLE AREA COMPLIANCE
GEIED © © &= (| SC 14.1.6.1 / MBC 503.1, 706)

- FIRE DAMPER ARE REQUIRED AT DUCT PENETRATIONS (MBC 706.11)

- CONTINUITY / TERMINATIONS (MBC 706.5, 706.6)

- NO ROOF PENETRATIQNS WITHIN 4'-0" OF FIRE WALL (MBC 706.6[2])

e 1-HOUR FIRE RESISTANCE RATING (MBC 706.5.1[1])

- CONTINUATION OF FIRE RESISTANCE RATING AT FIRE WALL

- OPENINGS TO BE 0.75 HOUR OPENING PROTECTION

- CONTINUE MINIMUM 4'-0" BEYOND EACH SIDE OF FIRE WALL INTERSECTION
- WALL INTERSECTIONS.GREATER THAN 180 DEGREES EXEMPTED

@ O®®®®®®® SMOKE PARTITION FOR EGRESS CORRIDORS (LSC 14.3.6[2])

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS THAT DO NO COMMUNICATE WITH
CORRIDORS (LSC 8.4.6.2 & NFPA 90A 5.3.1.1)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (LSC 8.4.6.2)

SHADED AREA INDICATES
LOW ROOF

casssssssssse SMOKE PARTITION FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(LSC 14.3.2.1[1], 8.7.1.2/ MBC 509.4.2)

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS (LSC 8.4.6.2 & NFPA 90A, 5.3.1.1.1)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (LSC 8.4.6.2 /| MBC 509.4.2)

| INEOF 2.HOUR FIREWALL
CONSTRUCTION BELOW
(MBC 706.6[3])

exmm» © e 1-HOUR FIRE BARRIER FOR SCIENCE LABS (LSC 14.3.2.5, 8.7.4, & NFPA 45 5.1.3)

- DAMPERS ARE NOT REQUIRED AT DUCT PENETRATIONS

(LSC 8.3.5.7,9.2.1 & NFPA 90A 5.3.1.1.1 / MBC 717.5.2, EXCEPTION NO. 3)

- SMOKE DAMPERS ARE REQUIRED AT TRANSFER OPENINGS (MBC 509.4.2)

- MASTER GAS SHUT-OFFS REQUIRED, OUTSIDE OF FIRE BARRIER SEPARATION, WHEN 3 OR MORE GAS
OUTLETS ARE PROVIDED (LASC 14.3.2.5.1)

= —— —— — = 2-HOURFIRE BARRIER FOR WIRING, EMERGENCY SYSTEMS (NEC 700.10)

@ a» emms e» e=» 2-HOUR FIRE BARRIER FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(MBC 508.4, 509.4.2 /| NFPA 30 4.4.2)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)

- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

1-HOUR FIRE BARRIER FOR PROTECTION FROM HAZARDS / INCIDENTAL USES
(MBC 509.4.2 & NFPA 30 4.4.2.7)
- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)

\\ cp CANOPY PC
LINE OF 2-HOUR FIREWALL PE

- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)
- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

1-HOUR RATED FIRE BARRIER FLOOR CONSTRUCTION (MBC 707.3.9)

- DAMPERS ARE REQUIRED AT DUCT PENETRATIONS (MBC 717.2.2, 717.5.2)
- EXHAUST AIR REQUIRED FOR MAKE-UP (NFPA 30 4.4.2.7)

- STORAGE SPACE MUST BE SPRINKLERED (MBC 903.2.5)

EXISTING CONSTRUCTION TO REMAIN - FIRE SUPPRESSION TO BE ADDED
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REGISTRATION SEAL

ROOM USE LEGEND

SHADED AREA INDICATES ﬁg
LOW ROOF 0 OFFICE

c CLASSROOM OR OBSERVATION ROOM
CA CAFETORIUM (DINING + MULTI-PURPOSE) 0s OUTDOOR STORAGE
CF CONFERENCE ROOM
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ADMINISTRATION SUITE N
ART STUDIO

NATATORIUM

PLATFORM

POOL CHEMICAL STORAGE
POOL EQUIPMENT

POOL MECHANICAL

PREP ROOM

CONSTRUCTION BELOW E ELECTRICAL PM
(MBC 706.6[3]) EC EARLY CHILDHOOD CLASSROOM PR
ES ASSISTIVE EQUPIMENT STORAGE

QR QUIET ROOM

FA FIRST AID

RE RECEIVING
GM GYMNASIUM
S STORAGE
JC JANITOR CLOSET SC SCIENCE CLASSROOM
SF STAFF LOUNGE
K KITCHEN SH SHOWERS
KL KITCHENETTE + LAUNDRY SM SNOW MELT CONTROL
KS KITCHEN STORAGE ST SCHOOL STORE
SV SERVERY

L LOBBY

\\ NO CLERESTORY THIS AREA

EXISTING MEZZANINE —+—=

SHADED AREA INDICATES

LOW ROOF

\ "

LD LOADING DOCK T TOILET

LR LOCKER ROOM TC TECH CLOSET

LS LIFE SKILLS LAB TP TEACHER PLANNING
LY LAUNDRY TR TRAINING ROOM

MC MEDIA CENTER v

ME MECHANICAL/ELECTRICAL

MR MUSIC ROOM w
MS GROSS MOTOR SKILLS Wi
MT MEETING ROOM

VESTIBULE

WORK ROOM
WALK:-IN COOLER OR FREEZER

CONSULTANT

ROOM TAG LEGEND

— LINE OF TRAVEL

C ——— ROOM USE KEY
35 act ———— OCCUPANT LOAD (ACTUAL LOAD - SHOWN ONLY AT CLASSROOMS)
40 calc ——— OCCUPANT LOAD (AS CALCULATED PER MBC TABLE 1004.1.2/ LSC TABLE 7.3.1.2) *
700 sq. ft. —=—— GROSS SQUARE FOOTAGE OF ROOM

: CALCULATED OCCUPANT LOAD OF ROOM OR CUMULATIVE OCCUPANT LOAD AT
EGRESS COMPONENT (LSC 7.3.1.2, MBC TABLE 1004.1.2)

SHADED AREA INDICATES
LOW ROOF

0
\ LINE OF 2-HOUR FIREWALL 0 : CAPACITY OF EGRESS COMPONENT

CONSTRUCTION BELOW
(MBC 706.6[3])

- PER NFPA 101 (2012), TABLE 7.3.3.1

- PER MBC (2015), SECTIONS 1005.3.1 AND 1005.3.2
** OCCUPANT LOAD AT EARLY CHILDHOOD CLASSROOM BASED
UPON "LICENSING RULES FOR CHILD CARE CENTERS"

PROJECT TITLE

New High Point
School

Washtenaw
Intermediate

School District

1735 South Wagner Road
Ann Arbor, Michigan

FIRE EXTINGUISHER LEGEND

FE«  BRACKET MOUNTED FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER AND CABINET

FIRE EXTINGUISHERS TO BE AT THE FOLLOWING LOCATIONS:

- SPECIAL HAZARDS (MBC 906.1)

- 75' MAX. TRAVEL DISTANCE TO EXTINGUISHER (NFPA 10 6.2.1.1)

- 3,000 sf MAX. FLOOR AREA PER EACH 2-A EXTINGUISHER (NFPA 10 6.2.1.1)

- ADJACENT TO KITCHEN OR COOKING AREA (LICENSING RULES FOR CHILD CARE CENTERS)
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